A sustainable complex fenestration system using recycled plastics

Islam Ayman Mashaly

Follow this and additional works at: https://fount.aucegypt.edu/etds

Recommended Citation

APA Citation

MLA Citation

This Thesis is brought to you for free and open access by AUC Knowledge Fountain. It has been accepted for inclusion in Theses and Dissertations by an authorized administrator of AUC Knowledge Fountain. For more information, please contact mark.muehlhaeusler@aucegypt.edu.
A SUSTAINABLE COMPLEX FENESTRATION SYSTEM USING RECYCLED PLASTICS

A Thesis Submitted to
Sustainable Development Program

In partial fulfilment of the requirements for the degree of
Master of Science in Sustainable Development

by

Islam Ayman Mashaly
B.Sc. in Building Engineering, Ain Shams University

Under the Supervision of:

Dr. Khaled Nassar
Associate Professor, Construction Engineering Department
The American University in Cairo

Dr. Salah El Haggar
Professor and Chairman, Mechanical Engineering Department
The American University in Cairo

July 2016
To my amazing family,

My wonderful wife Yussra
& my best friends.
Acknowledgements

First, I would like to thank my advisors Dr. Khaled Nassar and Prof Salah El-Haggar for their tremendous effort in all the phases of my thesis. Dr. Khaled Nassar directed me and helped me to stay focused on the thesis topic, I attribute the level of my Master’s degree to his encouragement and effort. Prof. Salah El-Haggar greatly supported me in bringing my thesis work to life by allowing me to use the Waste Management lab and guided me patiently through my research until I managed to create a successful prototype.

I would also like to thank my thesis examination board, Dr. Ahmed Fekry and Dr. Khaled Tarabieh who, with their passionate participation and advice, ensured that my thesis work is well presented.

I would also like to thank the AUC Waste Management lab associate Eng. Mohamed Saeed for his keen work and practical advice which helped in producing a physical prototype as a proof of concept for my thesis work.

Moreover, I must express my deepest gratitude to my parents and family for providing me with unfailing support and encouragement throughout the period of research and writing this thesis. In particular, I would like to thank my sister Sarah for proof reading my thesis writing.

Finally, I must profoundly express my gratitude to my wife and best friend, Yussra Rashed, without whose love, encouragement and editing assistance, I would not have finished this thesis. She has been my main source of motivation.
Abstract
A Sustainable Complex Fenestration System using Recycled Plastics

Daylighting in built spaces has several benefits. It helps in reaching satisfactory levels of energy consumption by reducing the usage of artificial lighting. Furthermore, daylighting is also a major contributor in altering the visual comfort of occupants. Consequently, it boosts occupants’ concentration and productivity, which affects their performance in work tasks. However, an inadequately designed daylighting scheme leads to excessive solar heat gain, especially in hot and arid climates, increasing the temperature of interior spaces. In addition, due to the high solar altitudes in summer, the direct sunlight may fall right beneath the fenestration system and will not reach the depth of the space this phenomena is known as the “cave effect”. Many proposed designs of blinds, louvers, shades and low emitting glass panels, tackled the side effects of the summer sun; on the other hand, a few of the proposed solutions incorporated the use of recycled materials, for an added sustainable value.

The aim of this thesis is to achieve a sustainable complex fenestration system (CFS) design that can diffuse and redirect the direct daylight component through an optimized pattern on its translucent layer. The CFS will comprise recycled plastic waste, which results from the conventional household waste. The recycled plastic waste will be used as a translucent material, with an optimized prismatic array design, to ensure adequate daylighting in hot climate desert areas.

An optimization model for designing a prismatic panel is developed to meet the objective of minimizing sunlight near the window and redistributing the sunlight to the depth of the space, while a ray tracing program is used to validate the developed model’s results. Furthermore, Radiance, a validated ray tracing simulation program, is used to produce accurate analysis with detailed hourly illuminance measurements throughout the year for the proposed CFS design using the five-phase method. Finally, a physical small scale model is developed to prove the viability of the CFS using three different recycled plastics, polystyrene (PS), polycarbonate (PC) polypropylene (PP).

The proposed design succeeded to improve the daylight performance by redirecting an average of 50% of the direct light to an upward direction, thus levelling the daylight within the room depth. The physical prototype exhibits great performance in the redirection of daylight into deep areas of the room especially at high solar altitudes. Polycarbonate proved to be the best of the three tested recycled plastic followed by the polystyrene, while polypropylene needs further research to develop a more feasible product.
# Contents

Acknowledgements ........................................................................................................ III

Abstract .......................................................................................................................... IV

| List of Figures ........................................................................................................ VIII |
| List of Tables ........................................................................................................ XI |
| List of Abbreviations ............................................................................................. XII |

**Chapter 1: Introduction** .......................................................................................... 2

1.1 Importance of Daylighting .................................................................................. 2
1.2 Excessive Daylighting Issues ............................................................................. 2
1.3 Recycling plastic in Egypt .................................................................................. 3
1.4 Limitation of using state-of-the-art technology fenestration systems in Egypt .......... 3
1.5 Thesis Significance ............................................................................................. 4
1.6 Thesis Hypothesis ............................................................................................... 4
1.7 Thesis Methodology ............................................................................................ 4
1.8 Thesis Outline .................................................................................................... 5

**Chapter 2: Literature Review** ................................................................................ 7

2.1 Daylight measures ............................................................................................... 7
2.2 Glazing properties effect ................................................................................... 8
    2.2.1 Thermal Behavior ......................................................................................... 8
    2.2.2 Visual Properties .......................................................................................... 8
2.3 Building and Window Orientation ....................................................................... 8
2.4 Conventional Techniques in optimizing daylighting performance ..................... 9
2.5 State of the art technology .................................................................................. 9
    2.5.1 Advancements in the Complex Fenestration Systems ................................. 10
2.6 Potential Materials to be used in CFS ............................................................... 12

**Chapter 3: Prism Design** .................................................................................... 16

3.1 The concept of forming a mathematical model .................................................. 16
3.2 Shape Creation .................................................................................................... 16
    3.2.1 Using a mathematical model .................................................................... 17
3.3 Cases Observation .............................................................................................. 18
3.3.2 Using Evolutionary Algorithm in determining the optimized tilt angles for the panel's surfaces................................................................. 20
3.3.3 Running the optimization........................................................................ 21
3.3.4 The optimization results ........................................................................... 22
3.3.5 Testing limitations for the design using the mathematical model ............... 23
3.4 3-Dimensional Raytracing Model Development ........................................... 23
3.5 Trace pro in prismatic panel design ............................................................. 24
  3.5.1 Ray tracing Simulation Results ................................................................ 25
  3.5.2 Relative Displacement of the prisms........................................................ 28
3.6 Comparison with other models .................................................................... 29
3.7 Conclusion ..................................................................................................... 29

Chapter 4: Daylight Simulation of CFS ................................................................ 31

4.1 Daylight simulation methods ....................................................................... 31
  4.1.1 Computer aided tools for daylight assessment in buildings .................... 31
  4.1.2 Programs comparison .............................................................................. 33
  4.1.3 Radiance’s Backward and Bidirectional tracing techniques .................... 33
4.2 Simulation of daylight behavior through a Complex Fenestration System (CFS) .................................................................................. 35
  4.2.1 Three-Phase Method ................................................................................ 35
  4.2.2 Five-Phase Method ................................................................................. 37
4.3 Modelling a BSDF on Radiance for the CFS ................................................ 39
  4.3.1 GenBSDF results on Klem's patches ....................................................... 40
  4.3.2 Modelling the proper material properties ............................................... 41
  4.3.3 Defining Translucent Plastics in Radiance ............................................ 41
4.4 Applying the Five-Phase Method ................................................................. 42
  4.4.1 Room Location ........................................................................................ 42
  4.4.2 Room Parameters .................................................................................... 43
4.5 Simulation Procedure .................................................................................. 44
  4.5.1 Five Phase Method ................................................................................ 44
4.6 Results & Discussion .................................................................................. 44
  4.6.1 First trial .................................................................................................. 45
  4.6.2 Second Trial ............................................................................................ 50
  4.6.3 Third Trial ............................................................................................... 53
4.6.4 Fourth Trial ............................................................................................................. 55
4.6.5 Overall trials’ results comparison ........................................................................ 59
4.6.6 Overall Time of 5 phase method ........................................................................... 60

Chapter 5: Physical Model Setup and Measurements ...................................................... 63

5.1 Testing Procedure ...................................................................................................... 63
  5.1.1 Prismatic Panel Manufacturing using recycled plastic ............................................ 63
  5.1.2 Die Manufacturing ................................................................................................. 66
  5.1.3 Plastic Recycling and prism formation ..................................................................... 67
  5.1.4 Diffused Transmission Measurements ................................................................... 68
  5.1.5 Room Setup ........................................................................................................... 69
  5.1.6 Results ................................................................................................................... 70

5.2 Visual light analysis .................................................................................................... 73

Chapter 6: Conclusions .................................................................................................. 76

6.1 Main Objective ........................................................................................................... 76
  6.1.1 Specific goal .......................................................................................................... 76

6.2 Social Gain .................................................................................................................. 77

6.3 Economic Payback ..................................................................................................... 77

6.4 Summary ..................................................................................................................... 78

6.5 Limitations .................................................................................................................. 79

Appendix A: Mathematical Model .................................................................................... 82

Appendix B: Five-Phase Method ....................................................................................... 90

Bibliography ...................................................................................................................... 93
List of Figures

FIGURE 1 Flowchart of the methodology used in the thesis .......................................................... 5
FIGURE 2 Typical section of the LUMITOP panel with the lamellas obviously redirecting light to
  upwards (Kischkoweit-Lopin, 1997) ......................................................................................... 10
FIGURE 3 An up close view on the structure in a ray tracing simulation redirecting light upwards in
  both angles 30° (left) and 60° (right) (Kischkoweit-Lopin, 1997) ............................................. 11
FIGURE 4 (Klammt, Neyer, & Muller, 2012) micro-prism array design directing rays upward .......... 11
FIGURE 5 Flowchart of the mathematical model components ........................................................ 16
FIGURE 6 The Objective Function of the optimization Process ....................................................... 17
FIGURE 7 Different cases of light behavior .................................................................................... 17
FIGURE 8 A cross-section showing the ray behavior and different incident angles for 2 cases ......... 18
FIGURE 9 Changing the tilt angles of surfaces 1, 2, 3 and 4 for the optimization process ............. 20
FIGURE 10 Flowchart of the optimization process carried out ....................................................... 21
FIGURE 11 Final surfaces' Tilt angles from the optimization process ............................................. 22
FIGURE 12 The final design exiting angles versus solar altitude .................................................... 23
FIGURE 13 TracePro® Raytracing Visual results for both the direction and power of rays at tilt
  angles range from 10°- 80° (Red rays: Strong power, Green rays: Weaker power) ................... 25
FIGURE 14 TracePro® raytracing Polar Candela results at tilt angles range from 10°- 80° indicating
  the power of each angle .............................................................................................................. 26
FIGURE 15 Output angles & their power Versus the Input angles ................................................ 27
FIGURE 16 Overall Efficiency of the proposed design versus the Solar Altitude .............................. 27
FIGURE 17 Surface shift of the prism ........................................................................................... 28
FIGURE 18 Upward transmission change in comparison with the phase shift ............................... 28
FIGURE 19 Power Transmission upwards comparison ................................................................. 29
FIGURE 20 Summary of areas of lighting simulation using computer ........................................ 31
FIGURE 21 Schematic Illustrations of The 3 commonly Applied lighting simulation algorithms: (a) ray
  tracing (b) radiosity (c) photon map (Carlos, Myriam, & Jan, 2012) ......................................... 33
FIGURE 22 Illustration of the components of the Three-Phase Method ......................................... 36
FIGURE 23 Schematic Diagram representing interior and exterior vectors of a BSDF .................. 40
FIGURE 24 Numbered Klems patches explaining how to read the BSDF viewer (McNeil, Jonsson, &
  Appelfeld, Validation of genBSDF, 2011) .................................................................................. 41
FIGURE 25 Reference office room dimensions ........................................................................... 43
FIGURE 26 Illustration of the room Material's Properties ............................................................... 44
FIGURE 27 Nodes numbering, positioning and distances for the room .......................................... 45
FIGURE 28 Comparison between the mathematical model (MM), TracePro® (TP) and BSDF Viewer output
  angles ......................................................................................................................................... 46
FIGURE 29 Normalized power for both TracePro® and BSDF ....................................................... 47
FIGURE 30 Illumination values for the sensor points 3 and 43 .................................................... 48
Figure 31  The percentage of daylight increase or decrease at the equinoxes and solstices for trial 1
........................................................................................................................................... 48
Figure 32  The percentage of improvement of illumination at node 43 at 12 PM for trial 1 .......... 49
Figure 33  sDA and ASE for the normal window (Room 1) .......................................................... 50
Figure 34  sDA and ASE for the CFS of trial 1 ............................................................................. 50
Figure 35  Illustration for the layers of the CFS in trial 2 ............................................................ 51
Figure 36  The percentage of daylight increase or decrease on the equinoxes and solstices for trial 2
........................................................................................................................................... 51
Figure 37  The percentage of improvement of illumination at node 43 at 12 PM for trial 2 .......... 52
Figure 38  The percentage of improvement of illumination at node 3 at 12 PM for trial 2 .......... 52
Figure 39  sDA and ASE for the CFS of trial 2 ............................................................................. 53
Figure 40  sDA and ASE for the CFS of trial 3 ............................................................................. 55
Figure 41  The percentage of daylight increase or decrease at the equinoxes and solstices for trial 4
........................................................................................................................................... 56
Figure 42  The percentage of improvement of illumination at node 43 at 12 PM for trial 4 .......... 56
Figure 43  The percentage of improvement of illumination at node 3 at 12 PM for trial 4 .......... 57
Figure 44  The illumination at 12 PM at node 43 for trial 4 versus the normal glass window .... 57
Figure 45  The illumination at 12 PM at node 3 for trial 4 versus the normal glass window ....... 57
Figure 46  sDA and ASE for the CFS of trial 4 ............................................................................. 58
Figure 47  Daily/hourly Comparison between Trial 4 and normal window glass ..................... 58
Figure 48  Samples of daily used plastics, Left: Polypropylene cup, Right: Polystyrene plate .... 63
Figure 49  Fine pellets of PS shredded ....................................................................................... 64
Figure 50  Wire cut machine used to shape the die ..................................................................... 66
Figure 51  3D model of the die manufactured .............................................................................. 66
Figure 52 (a) Die placed within a controlled mould (b) The other die (c) Plastic Resin placed on the Die
(d) Hydraulic pressing machine with heaters where the die is placed ...................................... 67
Figure 53  The recycled plastic samples (a) PC (b) PS (c) PP ...................................................... 68
Figure 54  Close-up of the 3 materials (a) PC (b) PS (c) PP ......................................................... 68
Figure 55 (a) Acrylic Prismatic Panel (b) Side View of the prism design (c) Front view of Acrylic panel
(d) Front View of Polycarbonate panel (e) Front view of Polystyrene Panel ........................... 69
Figure 56  Actual model room dimensions and setup ................................................................. 69
Figure 57 (Right) Lux meters arrangement inside the model, (Left) The model facing south and tilted to measure at a certain solar altitude ..................................................... 70
Figure 58  Illumination across the room versus solar altitudes ...................................................... 71
Figure 59  Illumination at the extreme points in comparison with the different samples ............ 72
Figure 60  (Upper) Camera View at depth of the room (Lower) Camera view of the window ....... 73
Figure 61  High exposure images of different samples versus solar altitudes from 30° to 80° ...... 74
Figure 62  Solar Path Diagram showing the area of interest for the proposed design ................. 76
Figure 63  Possible setup for the CFS in space with view to the outside needed ......................... 77
Figure 64  Optical Measurement device used by (Huang, et al., 2015) ...................................... 80

IX
FIGURE 65 Dispersion of refracted light for different glass types ........................................................................... 82
FIGURE 66 Illustration of Scenario 1 and 2 .................................................................................................................. 86
FIGURE 67 Surface 1 incident angle ........................................................................................................................................ 86
FIGURE 68 Surface 2 incident angle ........................................................................................................................................ 87
FIGURE 69 Surface 3 incident angle ........................................................................................................................................ 88
List of Tables

TABLE 1 DAYLIGHT SYSTEMS ................................................................................................................................. 9
TABLE 2 SUMMARY OF THE STATE OF THE ART RESEARCHES IN CFS ................................................................. 12
TABLE 3 TESTED GLAZING TYPES AND THEIR PROPERTIES (CARMODY, 2007) ................................................ 13
TABLE 4 SUMMARY OF DIFFERENT GLAZING TECHNOLOGIES ........................................................................... 13
TABLE 5 LIST OF VARIABLES AND CONSTRAINTS DEFINED IN THE OPTIMIZATION PROCESS .......................... 19
TABLE 6 SELECTED FEATURES IN OPTICAL DESIGN SOFTWARE ............................................................................. 24
TABLE 7 LIGHTING SIMULATION ALGORITHMS CURRENTLY AVAILABLE (CARLOS, MYRIAM, & JAN, 2012) ........ 32
TABLE 8 SUMMARY OF THE RECENT LIGHTING SIMULATION TOOLS (CARLOS, MYRIAM, & JAN, 2012) .......... 33
TABLE 9 SUMMARY OF THE LIST OF PROGRAMS THAT USE RADIANCE SOFTWARE AS THEIR SIMULATION ENGINE 34
TABLE 10 THE PATCHS DIVISIONS & THE ANGLE RANGE OF EACH THETA BAND IN THE KLEMS PATCHS IN BSDF .... 40
TABLE 11 LOCATION-BASED VARIABLES ................................................................................................................ 43
TABLE 12 INPUT PARAMETERS AND ASSUMPTIONS FOR THE FIVE PHASE METHOD MODEL .............................. 43
TABLE 13 TRANSLUCENT MATERIALS PARAMETERS ................................................................................................. 53
TABLE 14 ALL 4 TRIALS COMPARED TO THE NORMAL WINDOW WITH GLASS BY DIFFERENT DYLIGHTING MEASURES. 59
TABLE 15 COMPUTER USED IN THE SIMULATION PROCESS SPECS ........................................................................ 60
TABLE 16 ACTUAL PROCESSING TIME FOR THE DIFFERENT PHASES ....................................................................... 60
TABLE 17 COMPUTATIONAL TIME OF THE GENBSDF .................................................................................................. 61
TABLE 18 COMPARISON BETWEEN PRESSING AND INJECTION MOULDING IN MANUFACTURING PRISMATIC PANELS 65
TABLE 19 SETTINGS FOR RECYCLING DIFFERENT TYPES OF PLASTICS ............................................................ 67
TABLE 20 DIFFUSED AND SPECULAR TRANSMITTANCE AND REFLECTANCE OF THE DIFFERENT PLASTICS ........ 68
TABLE 21 TABLE WITH ALL INCIDENT OUTPUT ANGLES FROM SURFACES 1 2 AND 3 FOR SCENARIO 1 ....................... 89
List of Abbreviations

The following defines the connotation of various abbreviations and acronyms used throughout the thesis.

<table>
<thead>
<tr>
<th>Abbreviation</th>
<th>Definition</th>
</tr>
</thead>
<tbody>
<tr>
<td>ASE</td>
<td>Annual Sunlight Exposure</td>
</tr>
<tr>
<td>BRDF</td>
<td>Bidirectional Reflectance Distribution Function</td>
</tr>
<tr>
<td>BSDF</td>
<td>Bidirectional Scattering Distribution Function</td>
</tr>
<tr>
<td>CAD</td>
<td>Computer Aided Design</td>
</tr>
<tr>
<td>CFS</td>
<td>Complex Fenestration System</td>
</tr>
<tr>
<td>CIE</td>
<td>Commission Internationale de l’Eclairage (Int. Commission of Illumination)</td>
</tr>
<tr>
<td>DA</td>
<td>Daylight Autonomy</td>
</tr>
<tr>
<td>DA_{con}</td>
<td>continuous Daylight Autonomy</td>
</tr>
<tr>
<td>DF</td>
<td>Daylight Factor</td>
</tr>
<tr>
<td>EA</td>
<td>Evolutionary Algorithm</td>
</tr>
<tr>
<td>EPS</td>
<td>Expanded Polystyrene</td>
</tr>
<tr>
<td>HDPE</td>
<td>High-Density Polyethylene</td>
</tr>
<tr>
<td>I_{crit}</td>
<td>Critical Angle Of Incident</td>
</tr>
<tr>
<td>IES</td>
<td>Illuminating Engineering Society</td>
</tr>
<tr>
<td>LEED</td>
<td>Leadership in Energy and Environmental Design</td>
</tr>
<tr>
<td>PC</td>
<td>Polycarbonate</td>
</tr>
<tr>
<td>PET</td>
<td>Polyethylene Terephthalate</td>
</tr>
<tr>
<td>PMMA</td>
<td>Polymethyl methacrylate</td>
</tr>
<tr>
<td>PP</td>
<td>Polypropylene</td>
</tr>
<tr>
<td>PS</td>
<td>Polystyrene</td>
</tr>
<tr>
<td>RPC</td>
<td>Recycled Polycarbonate</td>
</tr>
<tr>
<td>RPP</td>
<td>Recycled Polypropylene</td>
</tr>
<tr>
<td>RPS</td>
<td>Recycled Polystyrene</td>
</tr>
<tr>
<td>SA</td>
<td>Solar Altitude</td>
</tr>
<tr>
<td>sDA</td>
<td>Spatial Daylight Autonomy</td>
</tr>
<tr>
<td>SEM</td>
<td>Standard Error of the Mean</td>
</tr>
<tr>
<td>SHGC</td>
<td>Solar Heat Gain Coefficient</td>
</tr>
<tr>
<td>TIR</td>
<td>Total Internal Reflection</td>
</tr>
<tr>
<td>Tvis / VT</td>
<td>Visible Transmittance</td>
</tr>
<tr>
<td>UDI</td>
<td>Useful Daylight Illuminance</td>
</tr>
<tr>
<td>USGBC</td>
<td>United States Green Building Council</td>
</tr>
</tbody>
</table>
CHAPTER 1: INTRODUCTION
Chapter 1: Introduction

1.1 Importance of Daylighting

Daylighting is considered one of the most effective components in building and architecture sustainable design processes (Ihm, Nemri, & Krarti, 2009). It is a passive strategy to regulate the illumination inside spaces and improve energy performance within any living space (Lim, Kandar, Ahmad, Ossen, & Abdullah, 2012). Since daylight spectrum is the most adequate for human visual response, it contributes to the humans’ health productivity and comfort (Cheung & Chung, 2008). Daylighting is believed to have a more positive effect than artificial daylighting in terms of psychological comfort (Cuttle, 1983). It is believed that daylighting can lower the risk of many human diseases such as skin diseases as well as psychological conditions like jetlag, seasonal affective disorder (SAD), circadian rhythm sleep disturbances and depression. (van Hoof, et al., 2012).

Not only does daylighting improve occupants’ health, but it also remarkably lowers the energy consumption of buildings through its light and thermal energy. Around 20% to 40% of developed countries’ energy consumption is dedicated to both commercial and residential buildings. This energy is used in space cooling and heating (in residential buildings) and illumination (in commercial building) (Bülow-Hübe, 2001) (Perez-Lombard, Ortiz, & Pout, 2008), both energy consuming elements can be improved by effective daylight design.

Windows and fenestration systems largely contribute to the energy consumption and illumination of buildings where it is believed that around 20-40% of energy gained is sourced from the buildings’ envelope openings (Hee, et al., 2015), while 60% of energy loss from the building is through the envelope openings (Fabric energy efficiency for zero carbon homes - A flexible performance standard for 2016, 2014). Therefore it is crucial to carefully design and develop the fenestration system of a building envelope to ensure maximum energy saving and optimum comfort environments for occupants.

1.2 Excessive Daylighting Issues

Although daylighting plays an essential role in energy saving and increasing the illumination inside the built space, daylighting has its drawbacks if excessively present within a space, especially in hot arid climates and low solar altitude regions such as Egypt.

Due to the inconsideration of some designers to proper daylight design, lateral illumination in summer results in non-uniform distribution of light all over the room. This results from large fenestration openings, which allows excessive sunlight within the room and causes acute contrast between the source of light and the surrounding surfaces, or small opening designs that it causes high difference in illumination intensity between the area near from the light source and the area far from the source. The latter is known as the cave effect, which results in glare. The glare is described as visual discomfort that affects the performance of the occupants.
In summer, the sun tends to have higher radiation levels, therefore more heat gain passes through the windows increasing the heat load within the space, to neutralize, high cooling loads are needed, and therefore more energy consumption is needed.

Therefore it is crucial to adequately design our fenestration systems in order to ensure proper daylighting and benefit from the presence of daylight rather than preventing it. Unfortunately, many common practices in Egypt tend to overlook the benefits of daylighting and design an inadequately small fenestration area that doesn’t allow proper sunlight and causes the previously illustrated effects. The Egyptian energy code recommends the window to wall area ratio should not exceed 30% in northern facades, and 18-22% in southern facades, which is considerably a small value to illuminate large spaces (Housing and Building Research Center, 2006).

1.3 Recycling plastic in Egypt

“Plastic recycling is still a relatively new and developing field of recycling. The post-consumer items made from PET and HDPE resins have found reliable markets within the US and in ASIA” (Connecticut Metal Industries Inc., 2005).

The volume of plastic wastes from the Egyptian household, mainly as packaging wastes, constitutes about 50% of the total national plastic waste from all sectors. Around 80%-90% of those consumer products’ plastics are (1) PET (polyethylene terephthalate), (2) HDPE (high-density polyethylene), (3) V (vinyl), (4) LDPE (low-density polyethylene), (5) PP (polypropylene), (6) PS (polystyrene), and (7) PVC (poly-vinyl chloride). Milk and detergent bottles are the most popular products produced from postconsumer HDPE. Polypropylene is used as transparent food containers. While PET is used in making mineral water, cooking oil bottles and Soda. Recycled PET is the most commonly utilized type of plastic in some industries and markets. One of the important markets are the textiles, carpet manufacturing companies use up to 100% recycled resin in their polyester carpets. (El Haggar, 2007)

The Zabbaleen area is one of the most influential areas in recycling in Cairo, their economy mainly depends on wastes from all over Cairo. The Zabbaleen area recycling system is highly efficient with an 80% recovery rate that economically benefits more than 40,000 individuals in Cairo. (Iskandar, 2003) However, with recent policies and regulations that forced relocation of the Zabbaleen communities to remote areas, the government’s contract with international collectors and the presidential decree ordering the cull of the entire pig-raising in waste treatment herd, due to the rise of the H1N1 influenza global epidemic (Furniss, 2015), the Zabbaleen business has been going downstream. This affected all waste collection, treatment and recycling processes in greater Cairo, eventually leading to more plastic waste.

1.4 Limitation of using state-of-the-art technology fenestration systems in Egypt

Although many innovative solutions, that will be discussed in the literature review section, have been created to provide adequate illumination in rooms and prevent thermal heat losses/gains, most of those solutions
require complex designing and manufacturing processes. Moreover most of the materials used in such systems are either synthesized or uneconomical to use in Egypt. Therefore, most of those solutions, despite their positive environmental impact, are not considered sustainable to the Egyptian environment due to their low economic value.

1.5 Thesis Significance

This thesis aims to contribute to the implementation of a low cost glazing system with high quality of indoor environment and illumination. Focus will be on the design development of the system, taking into consideration the Egyptian conditions which comprise the economic state, material availability, social and environmental aspects. The intent is to contribute to the development of the glazing systems in Egypt, where lack of designing adequate systems and resources utilization is present. With the significance of energy scarcity in Egypt and the presence of limitless amounts of unutilized plastic waste, it is opportunistic to investigate creating a solution targeting both problems.

1.6 Thesis Hypothesis

The objective of this research project, however, has to be defined in more specific and operational terms to be pursued in a scientific manner. Therefore, a hypothesis has to be developed in order to verify the success of the attempt of creating a sustainable complex fenestration system. In order to pursue the fore mentioned aim and objective, the following hypothesis is being drawn up:

\[ \text{The aim of the thesis is to achieve a sustainable complex fenestration system (CFS) design that can diffuse and redirect sunlight deep inside rooms through an optimized prismatic panel on its translucent layer.} \]

From the hypothesis above, the certainty of the outcome can be confirmed. Either the research will succeed in reaching a concrete measurable solution verifying the hypothesis, or it may run on contrary to the predictions of the hypothesis.

1.7 Thesis Methodology

The following points review the methodology to be used in pursuing the objective of the thesis:

1. Studying previous literature concerning daylighting solutions and determining the drawbacks of the studied systems.
2. Establishing the problem statement and setting the objectives of the thesis.
3. Developing a mathematical model along with an objective function suitable for the research conditions. Generation of an optimized prismatic shape from the mathematical model and producing the output light behaviour of the selected shape.
4. Verification of the mathematical model via a ray-tracing software.
5. Enhancement of the output by adding the power factor to the exiting light rays using the ray tracing software.
6. Using Radiance for a comprehensive daylighting analysis using the Five-Phase Method, which calculates hourly illuminance throughout the year.
7. Constructing and manufacturing a physical prototype to test the panel design.

The following figure, Figure 1, visualizes the methodology used and the relation between the different activities and their importance in shaping the methodology of this thesis.

**Figure 1 Flowchart of the methodology used in the thesis**

### 1.8 Thesis Outline

This thesis consists of 6 chapters including literature review, research work done over the course of the thesis, as well as results and conclusions concerning the proposed design. The thesis also includes recommendations and diverse test procedures upon dealing with complex fenestration systems, as well as, recommendations for commercializing and mass production of the proposed design. The first chapter is an introduction about daylighting and its benefits, current challenges, state of the art technology to tackle daylighting common problems and research gaps. Afterwards, a literature review is done in chapter 2, covering the latest daylight measuring techniques, the different research done in testing different glazing properties and the general effect of those properties, as well as potential material to use in the proposed design. In chapter 3 the development of an optical mathematical model is discussed, where optimization of the prismatic surfaces using genetic algorithm is used. Subsequently, it is validated using a 3D raytracing tool TracePro®, where not only the deflection angle of light would be measured, but the power of transmission of sunlight is measured as well. In chapter 4, a tool for CFS optimization through annual simulation using Radiance is defined along with a range of challenges and trials. As for chapter 5, a physical model setup, fabrication and measurements are clarified, as well as the results of the physical model measurements. In the end, the conclusions, further research and limitations are described in chapter 6.
CHAPTER 2:
LITERATURE REVIEW
Chapter 2: Literature Review

2.1 Daylight measures

Since daylighting performance is an intangible measure as well as a subjective matter where it depends on each human's perception personally, it is considered one of the most difficult measures facing architects when designing any space. Through the past century many researchers and building rating systems established various performance metrics, whether those metrics are illumination metrics or thermal metrics, to measure the performance of daylighting.

To improve our understanding for daylighting, to have a relative measurable outcome from the illuminance and benchmark our measurements, a Daylight Factor (DF) has been created. The DF is a ratio between the horizontal illuminance of a standard CIE sky with no clouds and the internal illuminance of a space and it is represented in a percentage disregarding the absolute values of the measurements (Hopkinson, 1963). Early versions of the USGBC, LEED rating systems required a Daylight Factor (DF) of 2% in at least 75% of the task zones to achieve the credit of the Indoor Environmental Quality 8.1

Point in time illuminance is a measure of the illuminance inside a space with static sky conditions, however it takes into consideration the actual sky conditions depending on: the location of the building, the orientation of the façade of the building where the analysis takes place and the sky conditions at the exact time of the analysis.

Since daylight’s only source is the sun and the sun’s position changes in the sky throughout the day the illumination of a space, in reality, is a dynamic measure where illumination intensity and light scattering pattern changes throughout the day. (Mardaljevic, Heschong, & Lee, 2009) Therefore the point in time illuminance is not a true representation of the daylighting measurements in a space for the purpose of designing. Consequently, measures such as Useful Daylight Illuminance (UDI) (Nabil & Mardaljevic, 2005), and Daylight Autonomy (DA) (Reinhart & Walkenhorst, 2001) and continuous Daylight Autonomy (DA\textsubscript{con}) were created by researchers in the past decade. Nevertheless, those measures still had some limitations in their measurement criteria.

The US Illuminating Engineering Society lately published the LM-83-12 document “Approved Method: IES Spatial Daylight Autonomy (sDA) and Annual Sunlight Exposure (ASE)”, which presents the sDA and the ASE, two new daylight performance indicators (Illuminating Engineering Society, 2013).

The sDA indicates the amount of lighting a space receives. In detail, sDA describes “the percentage of floor area that receives at least 300 lux for at least 50% of the annual occupied hours”. While the ASE is how much direct sunlight the space receives, that can cause visual discomfort, known as glare, or increase cooling loads to neutralize its effect. Specifically, ASE measures “the percentage of floor area that receives at least 1000 lux for at least 250 occupied hours per year. Combining both measurements give an indication about daylighting adequacy and visual comfort. (Illuminating Engineering Society, 2013)
2.2 Glazing properties effect

The fenestration system's efficiency and effectiveness is associated with certain glazing properties. The glazing properties determine the effectiveness of the system in transmitting light and/or heat transfer through the glazing panel.

2.2.1 Thermal Behavior

The main glazing thermal properties are solar heat gain coefficient (SHGC) and U-value which affects the heat transfer from the exterior to the interior.

In the windows application, various types of window materials are used. Low-E, for instance, are spectrally selective coatings on the glass that prevents infra-red, and sometimes ultra-violet, light waves to pass by reflecting them back without comprising the amount of visible light transmitted. Electro-chromatic material is another application, where it is able to adjust the optical properties of the glass through running voltage. (Granqvist, 1995) (Papaefthimiou, Leftheriotis, & Yianoulis, 2001)

Another way to decrease the U-value of a glazing system is through using more than one layer of glazing and adding different gaseous mediums in between the layers of glazing panels. Sullivan et. al analyzed different design combinations in a residential building in California. The single, double and triple-glazed windows were observed against their energy efficiency in different climatic conditions (Sullivan & Selkowitz, 1985). While Rousseau observed that having a layer of inert gas or air between multiple panes result in higher thermal resistance than single glass panes, which determines that gaseous layers have more thermal impact on the overall U-value than the glass itself. (Rousseau, 1988). One of the recent technologies, the vacuum glazing, is considered to achieve low U-values, it was successfully fabricated in the 1980s (Robinson SJ, 1989) although it was first introduced as a concept in 1913 (German Patent No. 387655, 1924) and consequently more researchers started developing in this novel technology reaching relatively low U-values (Cuce & Riffat, 2015).

2.2.2 Visual Properties

As for the visual properties, the visible transmittance and reflectance are considered the most important properties, since they determine the illumination intensity inside a space, as well as the view to the outside.

2.3 Building and Window Orientation

Building orientation plays an important role in the glazing selection and design process. Since the sun’s position changes with time and the amount of solar radiation varies throughout the day, the window’s orientation should be carefully considered when designing the fenestration system. As proper designing standards, the window’s orientation will conclude a change in the window’s size visual and thermal properties, moreover changing the window’s orientation means a change in the shading technique used, if available. For example, a window in the south orientation has to be comparatively smaller in area than a window in the northern direction, since the northern façade should not receive any direct daylighting throughout the day (Hee, et al., 2015). As well as the duration of daylight penetration into the space will change with each orientation (Hee, et al., 2015). (Sherif A., et al., 2015) identified the effect of designing different window to wall ratios at different orientations on a hospital room. (Sherif A., Sabry, Wagdy, & Arafa, 2015) discussed the
optimization of a façade design in order to improve the daylight performance by slightly changing the window orientation.

2.4 Conventional Techniques in optimizing daylighting performance

Using shading devices or internal blinds within a room proved to be an effective way to prevent excessive daylighting inside the room. (Sherif A., Sabry, Wagdy, Mashaly, & Arafa, 2016) developed a brute-force algorithm to test 77 slat shapes for window blinds for their daylight and view performance, while (Sabry, Sherif, & Gad Elhak, 2012) addressed the optimization of a combination of light shelves and solar screens to achieve high daylighting performance in spaces.

2.5 State of the art technology

The advancement in glazing systems has been occurring since the early 20th century, starting with the conventional window type, the single pane of clear glass, which constitutes of several pane thicknesses and reaching complex design systems that include advanced state of the art technology.

Mainly, the glazing system strategies can be categorized according to the following:

1- Improvement of conventional techniques and retrofitting
2- Developing of new glazing systems by changing chemical or physical structure of the glazing system
3- Innovations in light guiding systems

Each system tends to have diverse effects and treats daylighting issues using different methods and techniques. For instance, shading systems have been the most conventional treatment strategy that blocks direct sunlight from entering and admits diffused indirect lighting whilst conserving the same window to wall ratio. However, some shading systems inhibit other functionalities such as redirecting and diffusing light (Kischkoweit-Lopin, 2002). A combination of two or more functionalities are more to occur, for instance, a combination of a horizontal shading device and lighting shelves are commonly used in classrooms to prevent direct sunlight and diffuse it through the depth of the room.

Other systems do not include shading devices, such as diffuse light guide systems, direct light guide systems, scattering systems and light transporting systems (Kischkoweit-Lopin, 2002). A quick review of the previous systems is shown in the following table (Kischkoweit-Lopin, 2002):

<table>
<thead>
<tr>
<th>System type</th>
<th>Name</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>Diffuse Light Guide</td>
<td>Light Shelves</td>
<td>Doesn’t block the view to the outside</td>
</tr>
<tr>
<td></td>
<td>Fish System</td>
<td>Gives uniform illumination / Control light entering</td>
</tr>
<tr>
<td>Direct Light Guide</td>
<td>Laser Cut Panel</td>
<td>Optimized shape of glass that redirects and diffuse the light giving a diffused view to the outside / Gives Uniform illumination / Redirect light according to the design</td>
</tr>
<tr>
<td></td>
<td>Prismatic Panels</td>
<td></td>
</tr>
</tbody>
</table>

Table 1 Daylight Systems

9
### 2.5.1 Advancements in the Complex Fenestration Systems

As for Complex fenestration systems (CFS), they refer to any light transmitting window technology that features at least one non-transparent layer or one layer with switchable properties (Bueno, Wienold, Katsifaraki, & Kuhna, 2015).

At the present time, the advancement of fenestration systems, due to high effort in research and development, had made a wide variety of options and effects to fit different environments. Such advancements include change in the micro, as well as the macro, structure of the glazing panel. (Rubbert, 1999) demonstrated a commercial design in cooperation with the Institute for Light and Building Technology (ILB) called LUMITOP® which is a set of macro structured acrylic lamellas that guide the light within a certain angle, see Figure 2. The panel succeeded to direct light upwards at both low and high solar altitudes as shown in Figure 3.

![Figure 2](image.jpg)

**Figure 2** Typical section of the LUMITOP panel with the lamellas obviously redirecting light to upwards (Kischkoweit-Lopin, 1997)
used a macro prismatic structure in crop illumination by placing the panels horizontally and controlling the tilt angle. Other researches focused on different regions that are in the higher latitudes, such as micro-structured panels that uses hybrid polymers developed by the institute of Solar Energy Systems in Freiburg (Walze G., et al., 2005). (Klammt, Neyer, & Muller, 2012) combined a micro-prism array with lens-like geometry in order to increase the efficiency of redirection of light. The micro-prism structure, see Figure 4, was made of acrylic and the upward and downward transmission were measured against a wide range of solar altitudes.

Moreover, (Vlachokostas, 2012) used a “liquid filled prismatic structure” to redirect light within deep areas in a room. While (Buß, Teisseire, Mazoyer, & Sondergard, 2013) used “silica sol-gel nano-imprint lithography” in order to form nano-scale gratings for optical diffraction. Recently, (Huang, et al., 2015) manage to lower the energy consumption and achieve uniform daylighting at solar altitudes 40° to 70° by 70% by designing a prismatic array microstructure that redirects light and reduces infrared rays through a silver coating.

(El-Henawy, et al., 2014) proposed a panel based on a sine wave structure for horizontal fenestration, which works on low latitude regions, the structure works on diverging direct sunlight towards dark areas. Further proposed work on vertical fenestration was conducted with other structural shapes such as the saw tooth with optimized angles to ensure maximum daylight penetration into the depth of rooms (Nassar, et al., 2014).

The following, Table 2, summarizes all the previous researches stating features used in the designs or objectives.
### Table 2 Summary of the State of the Art Researches in CFS

<table>
<thead>
<tr>
<th>Publications</th>
<th>Features</th>
<th>Targeted Solar Altitude</th>
<th>Prism Structure Scale</th>
<th>Manufacturing Sophistication</th>
<th>Controlled Angular Redirection</th>
<th>Commercial</th>
<th>Use of Additive/coating</th>
<th>Ray-tracing</th>
<th>Radiance/Illuminance Simulation</th>
<th>Fabrication (large scale)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Rubbett, 1999</td>
<td>LUMITOP®</td>
<td>Low</td>
<td>Low</td>
<td>Low</td>
<td>N/A</td>
<td>Low</td>
<td>Low</td>
<td>High</td>
<td>Low</td>
<td>Medium</td>
</tr>
<tr>
<td>(Edmonds &amp; Pearce, 1999)</td>
<td>LCP</td>
<td></td>
<td></td>
<td></td>
<td>Nano</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Walze et al., 2005</td>
<td>Viachokostas et al., 2012</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Buß et al., 2013</td>
<td>3M™ Film</td>
<td>Low</td>
<td>Low</td>
<td>Low</td>
<td>Low</td>
<td>Low</td>
<td>Low</td>
<td>High</td>
<td>Low</td>
<td></td>
</tr>
<tr>
<td>Klamm et al., 2013</td>
<td>(Thanachareonkit, Lee, &amp; McNeil, 2013)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>ElHenawy et al., 2014</td>
<td>Nassar et al., 2014</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>(Huang, et al., 2015)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

### 2.6 Potential Materials to be used in CFS

It is widely common to use glass as the main material in any fenestration system, (Nicholls & Dennis Hall, 2004) recommend that it is preferable to add a multi-layer glass window in order to get better thermal performance. (Carmody, 2007) studies different glazing types using wood or vinyl frame in a typical American house in two different climates, and runs an annual energy performance. He utilizes solar heat gain coefficient including the frame effects (g<sub>tot</sub>), and the visible transmittance (VT).

Table 3 summarizes the effect of each of the tested glazing types by (Carmody, 2007)
Advanced glazing materials intend to offer solar gain control, high performance thermal insulation, daylighting solutions or a combination (Sadineni, Madala, & Boehm, 2011)

The following table, Table 4, summarizes different materials that can be used in CFS:

### Table 4 Summary of different glazing technologies

<table>
<thead>
<tr>
<th>Category</th>
<th>Name</th>
<th>Material Used</th>
<th>VT (%)</th>
<th>U-value</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Multilayer Glazing</strong></td>
<td>(Han &amp; Kim, 2011)</td>
<td>multilayer film (TiO\textsubscript{2}/SiO\textsubscript{2}/TiO\textsubscript{2})</td>
<td>N/A</td>
<td>N/A</td>
</tr>
<tr>
<td></td>
<td>(Hasan, Abdul Malek, Haseeb, &amp; Masjuki, 2010)</td>
<td>TiO\textsubscript{2} and Ag</td>
<td>N/A</td>
<td>N/A</td>
</tr>
<tr>
<td></td>
<td>(Asdrubali &amp; Baldinelli, 2009)</td>
<td>silicon nitride or carbon nitride</td>
<td>N/A</td>
<td>N/A</td>
</tr>
<tr>
<td></td>
<td>(Frost, Eto, Arasteh, &amp; Yazdanian, 1996)</td>
<td>Serious materials – 1125Picturewindow</td>
<td>0.23</td>
<td>0.28</td>
</tr>
<tr>
<td><strong>Suspended Films</strong></td>
<td>Vision wall Solutions Inc. - Series 204 4-Element Glazing System</td>
<td></td>
<td>0.50</td>
<td>0.62</td>
</tr>
<tr>
<td><strong>Vacuum Glazing</strong></td>
<td>(Fang, Hyde, Arya, &amp; Hewitt, 2013)</td>
<td>Air gap &amp; low-e coating.</td>
<td>N/A</td>
<td>0.24</td>
</tr>
<tr>
<td></td>
<td>(Han, et al., 2012)</td>
<td>Stainless steel support pillars &amp; 4 low-e coatings</td>
<td>N/A</td>
<td>0.2</td>
</tr>
</tbody>
</table>
2.6.1.1 General optical properties of plastics

Generally the optical properties of any plastic material are defined in terms of transparency, specular and diffuse transmission, and refractive index. Mainly, both transparency and refractive index of the material determine the output light propagating through its medium, where transparency mainly affects the power of light, while the refractive index determines the final output angle of the light beam depending on the incident angle and surface composition and structure. (Tripathi, 2002)

2.6.1.2 Recycled Plastic in raytrace simulation

Recycled plastic is often mixed with other foreign parts which results in some deformation in the inner structure of the final recycled product, often called recyclate. The mechanical and structural properties of the recyclates are influenced by the degree of mixed polymeric fractions in recycled plastics. Polymers residue mixed within the recyclates negatively affects the macroscopic properties of the final product. (Vilaplana & Karlsson, 2008)

Therefore it is hard to predict an accurate mathematical model for such product. On the other hand, modelling a geometrical prototype with the random deformities can give a prediction to the optical behaviour of such materials.
CHAPTER 3:
PRISM DESIGN
Chapter 3: Prism Design

3.1 The concept of forming a mathematical model

In general, having a mathematical model will give the basic foundation for developing a scientific-based design even though some limitations might emerge. To develop a mathematical model for an optics problem there are certain laws and formulae that are taken into consideration to provide the basic behaviour of light and deliver an accurate model to build upon using other tools and methodologies. Mainly, the optical behaviour depends on the law of reflection and law of refraction. The following chapter will discuss the development of the mathematical model in order to design a prismatic panel to meet a certain objective.

As shown in Figure 5, there are some inputs regarding the sun’s position and the material’s refractive index, which are the variables of the model. As well as, a clear indication of the constraints in the design of the prismatic panel, since the surfaces’ tilt angles are confined to the maximum possible boundaries of the shape. Furthermore, the objective is defined and fed into the algorithm, which is to be discussed in this chapter, and an output design is created from the algorithm.

3.2 Shape Creation

The objective is to create a prismatic shape with certain angles that can reflect incident light from the high solar altitude upwards within any space and maximize this angle, on the other hand, minimize the angle of the direct daylight concentrated under the window as shown in Figure 6.
3.2.1 Using a mathematical model
Using the formulae explained in appendix B, a simple 2-bounce ray tracing model is created. This model consists of 3 connected surfaces which represents the cross section of the glazing panel. A vector ray is directed towards the left hand side surface, see Figure 8, and passes within the space enclosed by the 3 surfaces. The incident angle of the ray entering the glazing panel is determined by the solar altitude angle of the sun in the desired observation times and the glazing surface tilt angle.

3.2.1.1 Cases Description
A series of probable rays' behaviour were observed in order to predict the exiting ray's angle, as illustrated in Figure 7 and Figure 8.

- **Case1**: Refraction at both surfaces 1 and 3, where the ray does not fall on surface 2
- **Case2**: Total internal reflection (TIR) inside the glazing at surface 2 and exits the boundaries through the right hand side surface (surface 3).
- **Case3**: The ray exits from surface 2 by refraction
- **Case4**: The ray experiences TIR at both surface 2 and 3

![Figure 7: Different cases of light behavior](image-url)
3.3 Cases Observation

For Case 1, light enters through surface 1 and exits from surface 3, this is considered a normal glass pane behavior since both surfaces 1 and 3 are parallel to each other; therefore, the angle of incidence at the outer side of surface 1 is equal to the output angle at surface 3.

As for case 4, the ray never exits the glazing system from surface 3, and this results from the high incident angles at both surfaces 2 and 3, where both angles are higher than the material’s critical angle \( \theta_{\text{crit}} \) creating total internal reflection (TIR) inside the material’s boundaries.

In both cases 2 and 3, the ray exits the panel from the right hand side. In case 2 the ray bounces from surface 2 and refracts as it passes through surface 3. While in case 3 the ray misses surface 3 and projects directly to surface 2, resulting in a refraction of the ray upon exiting.

Cases 1 and 4 are unwanted cases to fulfill our objective, since case 1 results in an output angle similar to the input angle. Whereas cases 2 and 3 produce different output angles that results in a lower incident angle \( \theta' \), thus leading to a greater dispersion of light throughout the space.

3.3.1.1 Definition of Constrains and Variables

In order to ensure a lower angle of incidence, a number of variables are set up and defined for the mathematical model explained previously. Initially the angle between surfaces 1 and 2 and the angle between surfaces 2 and 3 were considered the main variables that control the angle of the exiting ray.

Solar altitude is the condition the design is optimized upon. Initially the target sun position is intended for the summer sun in mid-day time, since at this time, the light enters inside the space with a high angle near the fenestration system. Moreover, the direct solar radiation at summer is extremely high introducing more heat, with the sunlight, entering the space.
The refractive index is one of the essential optical properties of any material. It determines the refraction value for any incident angle on the surface of the material, it also determines the total internal reflection within the material. The higher the refractive index, the greater the deflection value, however a high refractive index means a smaller critical angle which helps in the occurrence of TIR inside the material. The refractive index value for virgin polypropylene is around 1.49 and polystyrene is around 1.56 while polycarbonate is 1.60 (Scientific Polymer, Inc., 2013) and since the materials intended to be used have different refractive index, an average refractive index of 1.55 is assumed throughout the initial optimization process.

The critical angle, which is calculated from equation (28), is one of the crucial factors in the optimization equation; where after a ray’s incident angle inside the material exceeds the critical angle on the surface Total Internal Reflection (TIR) will occur. This phenomena resulted in constraints on the incident angle on surface 3 of the optimization problem.

**TABLE 5 LIST OF VARIABLES AND CONSTRAINTS DEFINED IN THE OPTIMIZATION PROCESS**

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Constraint</th>
</tr>
</thead>
<tbody>
<tr>
<td>Refractive index</td>
<td>1.55</td>
</tr>
<tr>
<td>Critical Angle</td>
<td>40.18°</td>
</tr>
<tr>
<td>Incident angle on surface 1</td>
<td>0° - 80°</td>
</tr>
<tr>
<td>Incident angle on surface 2</td>
<td>0° - 80°</td>
</tr>
<tr>
<td>Incident angle on surface 3</td>
<td>0° - 40° (critical angle)</td>
</tr>
</tbody>
</table>

**Variables**

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Constraint</th>
</tr>
</thead>
<tbody>
<tr>
<td>Average targeted solar altitude</td>
<td>50° - 80°</td>
</tr>
<tr>
<td>Normal of surface 1 range</td>
<td>-60° - 0°</td>
</tr>
<tr>
<td>Normal of surface 2 range</td>
<td>0° - 90°</td>
</tr>
<tr>
<td>Normal of surface 3 range</td>
<td>-60° - 60°</td>
</tr>
<tr>
<td>Normal of surface 4 range</td>
<td>0° - 60°</td>
</tr>
</tbody>
</table>

Rays falling on both surfaces 2 and 3 can experience TIR, therefore rays incident on surface 3 should not be allowed to exceed the critical angle of the material, and otherwise case 4 will occur. However, rays incident on surface 2 will be allowed to internally reflect, since the ray will still bounce from surface 2 to surface 3. In order to control the incident angle of rays on surfaces, the normal angles of the surfaces will be a variable parameter.

The optimization process will undergo two parallel processes in which scenario 1 will involve the entering ray incident on surface 1 and scenario 2 will involve the ray entering incident on surface 4.

Changing the normal angle of surface 1 will induce a change in the exiting incident angle from it. This change in angle will afterwards affect the behaviour of the ray incident on the next surface, whether it is surface 2 or 3. As the normal angle of surface one is tilted towards a negative angle (rotated counter clockwise) the incident angle will increase thus resulting in a smaller exiting incident angle from the surface.
Another possibility is the incident rays entering from surface 4, which is a “complementary surface” that is needed to complete the prism design. The rays from surface 4 will mainly fall on either surface 2 or 3 and will exit in a downwards direction. Figure 9 illustrates the change in tilt angles of all 4 surfaces for a single prism.

![Figure 9](image)

**Figure 9 Changing the tilt angles of surfaces 1, 2, 3 and 4 for the optimization process**

### 3.3.2 Using Evolutionary Algorithm in determining the optimized tilt angles for the panel’s surfaces

One of the fast and effective ways of determining the initial optimum tilt angles is using evolutionary algorithm. Evolutionary Algorithm (EA) is based on a simplified form of the evolution and natural selection concept, where evolution helps species adapt to their environments. Basically, EA revolves around creation of an environment in which latent solutions can evolve. The environment is formed by the parameters of the problem and promotes the evolution of suitable solutions. It is important to note that the accuracy of the results of such algorithm depends mainly on the right definition of variables, constrains and the objective function. The variables and constrains are mentioned in Table 5. Each variable is constrained with maximum and minimum boundaries in order to limit the solutions to fit one of the 3 cases of ray behaviour within the material as previously mentioned. After defining constrains and variables of the problem, a fitness function is determined. In that case, the fitness function of the optimization problem was to minimize the output angle absolute value.
### 3.3.3 Running the optimization

The optimization process took several iterations and modifications to reach the optimum solution. The evolutionary method was used since the problem was non-smooth and nonlinear, where changing a single variable would affect the optimum value of the other variables in the equation. The convergence was set to 0.01% while the mutation rate was 7.5% and the population consisted of 100 chromosomes. The optimization logic was as follows in Figure 10:

![Flowchart of the optimization process carried out](image)

**Figure 10** Flowchart of the optimization process carried out
A random tilt angle for surface 1 is generated and processed with the solar altitude, or the input ray angle. Afterwards the incident angle of the two angles is calculated and checked if it is between 0° and 80°. If the check was positive, it goes on to the other stage where a refraction formula calculates the refracted angle from surface 1 according to the refractive index of the material and incident angle \( l \). Surface 2 tilt angle is generated randomly between the constrains set previously, see Table 5, and this tilt angle is processed with incident angle exiting from surface 1 to calculate the incident angle on surface 2.

At this point the incident angle on surface 2 is checked with the critical angle of the material. If the value exceeds the critical angle, total internal reflection occurs and the process carries on to surface 3; however, if the incident angle does not exceed the critical angle, the ray will refract outside the boundary surfaces of the panel. If the ray continues inside the glazing panel, it will be incident on surface 3 which by turn has a tilt angle that is compared with the reflected ray incident angle. Similar to the previous process, ray 3 is checked for total internal reflection according to the same critical angle. If the ray reflects inside again, it would be considered a fail case. If it refracts, the angle of refraction is calculated and checked with the objective function of the optimization process.

The process will continue until reaching an optimum solution which will result minimizing the downward angle and maximizing the upward angle.

3.3.4 The optimization results
An optimum solution was obtained after a number of iterations, the 4 surfaces tilt angles were obtained.

![Figure 11 Final surfaces' tilt angles from the optimization process](image)

The final result's process included all 4 surfaces in determining the exiting ray angle, as presented in Figure 11. Where the behaviour of the ray of the first scenario (when a ray enters from surface 1) depended on the TIR from surface 2 and refraction of surface 3 with a minor consideration of the cases where the light ray exits from surface 2. On the other hand, the ray which enters from surface 4 (second scenario) tends to exit the prism from surface 2 by refraction directed downwards. The final tilt angles are a result of the optimization process which worked on maximizing the upward angle and minimize the downward angle of the exiting ray, as shown in Figure 12.
3.3.5 Testing limitations for the design using the mathematical model

However, certain ray tracing behaviour cannot be processed using the given equations such as ray splitting, blockage of neighbouring surfaces and decrease in power of ray when refracted. Both behaviours would not determine the final direction of the ray; however, they would affect the power of the ray exiting. Therefore, further analysis should include the previous indicators within the design.

3.4 3-Dimensional Raytracing Model Development

In order to come up with a more accurate analysis than the previously developed two dimensional mathematical model developed, more factors should be considered in the design process. Factors such as the ray splitting phenomena and blockage of some rays can affect the final output result of the analysis. Certain software, such as, TracePro® (TracePro), ZEMAX (Zemax), OSLO (OSLO) and CODE V (CODE V Optical Design Software) take into consideration different factors other than the refraction and reflection of light in the ray tracing process. Most of those are commercial software with competitive features; however, two software packages would stand out. TracePro® and ZEMAX are both pioneers in lens and prisms design, however, another feature that ZEMAX lacks is the importing of external geometry within the program. This feature can be used with TracePro® extensively where the geometry is imported as objects and surfaces. Both imported objects and surfaces can have independent properties. Table 6 summarizes the important features of the mentioned software.
### Table 6 Selected Features in Optical Design Software

<table>
<thead>
<tr>
<th>Features</th>
<th>TracePro</th>
<th>ZEMAX</th>
<th>OSLO</th>
<th>CODE V</th>
</tr>
</thead>
<tbody>
<tr>
<td>Prism Design</td>
<td>●</td>
<td>●</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Interactive GUI</td>
<td>●</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Geometry Importing</td>
<td>●</td>
<td>●</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Optical Optimization</td>
<td>●</td>
<td>●</td>
<td>●</td>
<td></td>
</tr>
</tbody>
</table>

#### 3.5 Trace pro in Prismatic Panel Design

TracePro® is considered a validated software in lighting design. The software has been used in numerous research work as a part of the design process such as (García-Fernández, Vázquez-Molini, & Fernández-Balbuena, 2011) and (Fernandez-Balbuena, Vázquez-Molini, Garcia-Fernandez, Garcia-Botella, & Bernabeu, 2009) used the software in prismatic designs, while (Shell, Brown, Schuetz, Davis, & French, 2011) used TracePro® in designing reflectors and concentrators. On a more related research topic, (El-Henawy, et al., 2014) used TracePro® in optimizing the sine wave period and amplitude design, in order to ensure wider refraction angles to be applied in narrow streets and dark wells. While (Nassar, et al., 2014) succeeded in determining the surface tilt angle of a prismatic design to redirect light upwards inside a room, the proposed design will attempt to refine the results using a different prismatic pattern.

TracePro® is a visual software where 3D modelling is allowed. Despite the presence of different geometrical objects, such as lenses, cones and spheres, the program lacked the flexibility in designing prismatic panels. Therefore, the design was modelled on a more flexible modelling software called Rhinoceros 5.0 and imported to TracePro® as geometry. Afterwards, the geometry's properties were defined on Trace Pro, using a material with a refractive index of \((n=1.55)\). Then a light source is set up to simulate the sunlight, where light is represented as individual rays each with a defined flux. The flux which is the power of the light ray is set to 1 Watt while the source light is set to emit a light beam of 200 rays with a wavelength of 0.5461 μm. The incident rays were measured before entering the panel medium and were found to have a total flux of 200 W and flux per angle 51,440 W/sr for each solar altitude.

For an accurate simulation, a wide range of solar altitudes is to be tested with the ray tracing software. A range of 10° to 80° degrees is tested with 10° degrees increments to mimic the sun's position at different times of the year. The light source is directed on the panel’s prismatic surface, with the different proposed solar altitude angles.
3.5.1 Ray tracing Simulation Results

The results for the TracePro® simulation are represented in the final exit angles of the light rays including their flux and the total output flux as well as the efficiency of the whole system. In Figure 13, starting with solar altitudes from 50° to 80° degrees, the solar altitudes range that the optimization was based on, showed similar behaviour as the mathematical model used in the optimization. For instance, at input angle of 60° degrees, the output angle was recorded 75° degrees upwards. However, this was one of the 2 main output angles, as another output angle was analysed at 80° degrees downward. The downward angle was the result of the rays entering from the 4th surface resulting from the prism design and exiting the medium at surface 2.

At solar altitude 80° there was no output rays directed upwards at all, since the rays would enter from surface 1; however, they do not reach either surface 2 or 3. Whereas at solar altitude 70° the rays directed upwards have less power than the ones directed downwards due to the high refraction of light which decreases the power of the rays.

![Figure 13 TracePro® Raytracing Visual results for both the direction and power of rays at tilt angles range from 10°- 80° (Red rays: Strong power, Green rays: Weaker power)](image-url)

*Figure 13 TracePro® Raytracing Visual results for both the direction and power of rays at tilt angles range from 10°- 80° (Red rays: Strong power, Green rays: Weaker power)*
As for lower solar altitudes, the output angles showed promising deflection of light upwards, which could mean less direct sunlight and more light reflected upwards on the ceiling giving a more uniform daylighting pattern. Another observation was that at solar altitudes 10°, 30°, 60° and 70° the exiting rays had 3 exiting angles not just 2 as the rest of the solar altitudes. This 3rd output angle was due to the rays refracted at surface 1 while entering the medium and experience a TIR at surface 3, then exiting the medium from surface 2 by a slight refraction, due to the low incident angle with the surface.

In Figure 14 and Figure 15 the power of the different output angle is clearly indicated. There is no clear pattern for the power output at different incident input angles, however the upward rays are characterized by higher power compared to the downward rays at each corresponding solar altitude. This is observed in all cases except for solar altitude 10° and 70° where the downward ray’s power was more dominant.
As for the efficiency, which is the measure of total output flux against the total input flux, the proposed design showed a variation in the values. The efficiency was measured regardless the downward or upward direction of the light. There was a fluctuation along different solar altitudes as shown in Figure 16, however this fluctuation was between 35% and 68% efficiency. The peak was at the target solar angle where it reached 68% efficiency with a total flux of 136 W. While at the least and highest solar altitude the design resulted in similar efficiencies of 42% and 45% respectively. Another local peak was observed at solar altitude 30 where it jumped to 51% and then fell down back to 35% at solar altitude 40°.
3.5.2 Relative Displacement of the prisms

The proposed design has parameters other than changing the surface tilt angle. Since the prismatic shape is found on both sides of the panel, the relative displacement of the pattern is considered an effective parameter to experiment with. (Klammt, Neyer, & Muller, 2012) discussed that prismatic structures would have great variance if a shift between the surfaces occurred.

Therefore, to test the shift displacement of the 2 surfaces, another design was created with the same surface tilt angles and different relative displacement of the right and left surfaces as in Figure 17. The results were also observed on TracePro®.

![Figure 17 Surface Shift of the Prism](image)

The displacement of the surfaces resulted in a change in the power of the output beam. The displacement was measured against the power output at all solar altitudes as illustrated in Figure 18. As the displacement between the left and right surfaces increased the power output decreased until reaching a lower peak. Afterwards the power increased again till reaching the end of the cycle and returning to the original phase shift.

![Figure 18 Upward Transmission Change in Comparison with the Phase Shift](image)
3.6 Comparison with other models

The final design’s ray trace output was compared with other model designs in order to evaluate its potential strengths as seen in Figure 19. The design was weighed against 3 of the most relevant and significant design in the literature in terms of efficiency. The assessment criteria was the percentage of light power directed upwards at solar altitudes 10° to 75°.

The proposed design showed high power transmission above 80% at solar altitudes 22° till 52°, while it was higher than 50% from solar altitude 12° till 58°. However, the transmission upwards decreased dramatically from 60° to 75° reaching 20%. Compared to other designs, the proposed design transmission is higher than LUMITOP® at all solar altitudes, while it exceeds Muller’s design at solar altitudes 20° to 55° and Nassar’s design from 10° till 40°.

Overall the proposed design has a higher area under the curve which means that it has an overall higher percentage of light redirection upwards.

![Figure 19 Power Transmission upwards comparison](image)

3.7 Conclusion

An optimum solution was developed through several iterations and processes using both the mathematical model and the 3D ray trace software. The proposed design produces desirable output angles at high solar altitudes, as well as low solar altitudes, with an acceptable power output. Both TracePro® results and mathematical model results showed great resemblance with an average error of ±5°.

It is important to note that ray tracing was the key factor in forming the final shape. Furthermore, the power output, calculated through TracePro®, gave an initial indication for the expected illumination if such design was to be used commercially.
CHAPTER 4:
DAYLIGHT SIMULATION OF CFS
Chapter 4: Daylight Simulation of CFS

4.1 Daylight simulation methods

4.1.1 Computer aided tools for daylight assessment in buildings

The assessment of daylight performance can be accurately carried out using real scale facilities ready for measurement of daylight performance. On the other hand, using small scale models is more economic, however, specialized equipment such as a Heliodon or a sky simulator should be used (Scartezzini, 1994) (Thanachareonkit, Comparing physical and virtual methods for daylight performance modelling including complex fenestration systems, 2008). Although the previous methods would produce highly accurate results, researchers, nowadays, tend to rely more on the use of computational simulation and daylight assessment software, due to the high cost of manufacturing of CFS, difficulty in installation and setting up the complete model, sophistication of measurement equipment and the availability of the devices.

The first computer aided simulation were first developed in the 1970s (Thanachareonkit, Comparing physical and virtual methods for daylight performance modelling including complex fenestration systems, 2008), where creating geometrical 3-dimensional shapes and analysing their shadows was possible; however, they were recognized more in the early 1990s as PCs were readily available. In 2006, 79% of researchers, evaluators, engineers and designers used computer simulation with their daylight related work (Reinhart & Fitz, 2006).

Figure 20 summarizes the areas of lighting simulation using computer, the chart was developed by (Dávila, 2014) referenced from (Ward & Shakespeare, Rendering With Radiance: The Art And Science Of Lighting Visualization, 2004) and (Ochoa, Aries, & Hensen, 2011):

![Figure 20 Summary of areas of lighting simulation using computer](image-url)
There are two main areas in the lighting simulation field, the first is photorealistic rendering and the second one is physical-based visualization or predictive rendering (Ochoa, Aries, & Hensen, 2011) (Moeck & Selkowitz, 1996). Although photorealistic rendering is far more attractive than the physically based rendering, however, they do not represent the behaviour of lighting in real life. Some of the famous photorealistic rendering software are 3Ds Max, Architect 3D and Artlantis (Dávila, 2014). Nonetheless, one study by (Reinhart & Breton, 2009) proved the reliability of 3Ds Max in daylight simulation design in comparative settings with a physically based daylight simulation reliable software called Daysim.

Computer algorithms are used in daylighting simulation tools to solve the light distribution within or outside buildings; techniques used in prediction are classified into 3 main types as seen in Figure 21: scene-dependent algorithms (radiosity method), view dependant algorithms (ray-tracing technique) and direct calculations. The view-dependent algorithms are then divided according to the direction of the rays' computation (backward tracing or forward tracing), while the scene-dependent algorithm are not able to deal with specular reflections.

Ray-tracing algorithms are used in cases where the surfaces have ideal specular properties, while radiosity-based models are more convenient when having surfaces with diffused properties (Lambertian surfaces are used in the assumption (Chan & Tzempelikos, 2012)).

The algorithms that combine both ray-tracing and radiosity are considered as a more efficient way for calculating the global illumination (Ochoa, Aries, & Hensen, 2011).

**Table 7** Lighting simulation algorithms currently available (Carlos, Myriam, & Jan, 2012)

<table>
<thead>
<tr>
<th>Algorithm</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>View-dependent</td>
<td></td>
</tr>
<tr>
<td></td>
<td>forward ray tracing</td>
</tr>
<tr>
<td></td>
<td>backward ray tracing</td>
</tr>
<tr>
<td></td>
<td>bi-directional ray tracing</td>
</tr>
<tr>
<td>Scene-dependent</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Radiosity</td>
</tr>
<tr>
<td></td>
<td>Photon map</td>
</tr>
<tr>
<td></td>
<td>Integrative approaches</td>
</tr>
<tr>
<td></td>
<td>Multi-pass approaches</td>
</tr>
<tr>
<td>Direct Calculation</td>
<td>For artificial lighting, follows national standards</td>
</tr>
<tr>
<td>Calculation Aids</td>
<td>Deterministic methods</td>
</tr>
<tr>
<td></td>
<td>Statistical Sampling methods (Monte-Carlo)</td>
</tr>
</tbody>
</table>
4.1.2 Programs comparison

**Table 8** Summary of the recent lighting simulation tools (Carlos, Myriam, & Jan, 2012)

<table>
<thead>
<tr>
<th>Tool</th>
<th>Algorithms used</th>
<th>Purpose</th>
<th>Availability</th>
</tr>
</thead>
<tbody>
<tr>
<td>AGi32</td>
<td>Direct calculation</td>
<td>Luminaire design</td>
<td>Paid</td>
</tr>
<tr>
<td></td>
<td>Radiosity</td>
<td>Daylight integration</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Limited raytracing</td>
<td></td>
<td></td>
</tr>
<tr>
<td>DIALux</td>
<td>Direct calculation</td>
<td>Luminaire design,</td>
<td>Free</td>
</tr>
<tr>
<td></td>
<td>Daylight calculation</td>
<td>Daylight integration</td>
<td>Proprietary software</td>
</tr>
<tr>
<td></td>
<td>POV raytracer for images</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Inspirer</td>
<td>Bidirectional raytracing</td>
<td>General purpose</td>
<td>Paid</td>
</tr>
<tr>
<td>mental ray</td>
<td>Photon map</td>
<td>General purpose</td>
<td>Found within paid</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td>modelling software</td>
</tr>
<tr>
<td></td>
<td>Radiusy principles</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Raytracing principles</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Radiance*</td>
<td>Backward raytracing</td>
<td>General purpose</td>
<td>Free</td>
</tr>
<tr>
<td></td>
<td>Scene radiance</td>
<td></td>
<td>Open source</td>
</tr>
<tr>
<td>Relux</td>
<td>Direct calculation</td>
<td>Luminaire design,</td>
<td>Free</td>
</tr>
<tr>
<td></td>
<td>Radiosity and modified Radiance</td>
<td>Daylight integration</td>
<td>Proprietary software</td>
</tr>
<tr>
<td></td>
<td>raytracing</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Velux Daylight</td>
<td>Photon map</td>
<td>Conceptual stages in daylight</td>
<td>Free</td>
</tr>
<tr>
<td>Visualizer</td>
<td>Bidirectional raytracing</td>
<td>Conceptual stages in daylight in</td>
<td>Propositional software</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

4.1.3 Radiance’s Backward and Bidirectional tracing techniques

Radiance software is established upon the concept of “backward ray-tracing algorithms”. It is considered one of the most influential tools in the daylighting industry (Ward and Shakespeare, 1998). Radiance is used to calculate accurate and highly-detailed illuminance distributions. “Backward raytracing” depends on what the spectator perceives by emitting rays from the reference point or the eye back to the light source.
A sophisticated sampling method, named the Monte-Carlo method, was usually merged with ray-tracing calculations in ray sample generating process (Tsangrassoulis et al., 2002). Moreover, a “forward ray-tracing algorithm” is used to deliver a more spontaneous full-scale results of illumination distribution in a room (Campbell and Whittle, 1997).

Pure ray tracing has its drawbacks. For instance, it requires a heavy duty processor and a vast amount of computational memory, on top of that it is extremely time-consuming, particularly for surfaces rich with information about diffuse characteristics “large amount of rays should be sampled to accurately model anisotropic effects in the ray-tracing process”. Faster algorithms, for instance, radiosity based techniques are preferred in various situations (Athienitis and Tzempelikos, 2002) (Lehar and Glicksman, 2007).

Radiance is considered as one of the most influential and accurate software in the world of lighting simulation, since it uses both backward ray-tracing and bi-directional transmission distribution functions (BTDFs). Accordingly, the specular and direction diffuse components of a radiance scene are calculated accurately (Dávila, 2014).

The program, Radiance, is very flexible in terms of geometry and material selection, modification and creation. Its advantages, nevertheless, comes with the price of complexity in running the program and handling, since radiance is an open source program and has no interface. However, many developers succeeded in reshaping the open source software Radiance and embed its engine within other daylight simulation software that have friendly user interface. An overview of some of the notable software using Radiance as their daylight simulation engine are demonstrated in the table below:

**Table 9: Summary of the List of Programs that Use Radiance Software as their Simulation Engine**

<table>
<thead>
<tr>
<th>Tool</th>
<th>Purpose</th>
<th>Sky modelling</th>
<th>Availability</th>
</tr>
</thead>
<tbody>
<tr>
<td>DAYSIM</td>
<td>Annual illuminance values</td>
<td>CIE standard skies</td>
<td>Free</td>
</tr>
<tr>
<td></td>
<td>Annual glare risks</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Electric lighting energy demand for dynamic systems</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Dynamic facades</td>
<td></td>
<td></td>
</tr>
<tr>
<td>LIGHTSOLVE</td>
<td>Exploration of different design options</td>
<td>ASRC/CIE Perez model</td>
<td>Free</td>
</tr>
<tr>
<td></td>
<td>Illuminance on yearly basis using a time segmentation method</td>
<td></td>
<td></td>
</tr>
<tr>
<td>DIAL+</td>
<td>Lighting, cooling and ventilation in buildings</td>
<td>CIE overcast sky</td>
<td>Paid</td>
</tr>
<tr>
<td></td>
<td>Daylight factor, daylight autonomy and the electricity demand of office rooms</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Advanced fenestration systems such as blinds, overhangs</td>
<td></td>
<td></td>
</tr>
<tr>
<td>DIVA for Rhino</td>
<td>Daylighting and energy modelling in buildings</td>
<td>Multiple sky types</td>
<td>Free &amp; Paid versions</td>
</tr>
<tr>
<td></td>
<td>Environmental performance including “climate-based daylighting metrics”</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Individual and Annual time step glare analysis</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Single-thermal zone energy</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Materials type can be used including BSDF data only in point in time simulation</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
GERONIMO | Perform CFS daylighting calculations | Multiple sky types (overcast and clear skies) | Free
Relux Pro (Relux Informatik 2010) | Electric light calculations mainly Photometric data from luminaire manufacturers is linked to the programme Radiosity method mainly but an enhanced version of RADIANCE has been implemented lately CFS simulations (only 4 are available in the EPFL/LESO-PB DB) | CIE standard skies | Free


4.2 Simulation of daylight behavior through a Complex Fenestration System (CFS)

4.2.1 Three-Phase Method
Numerous modelling and simulation strategies are proposed in the recent years to exemplify the light behavior of Complex Fenestration Systems CFS. Mainly the “Bi-directional Scattering Distribution Function” (BSDF) is the most common and validated scheme to simulate the optical characteristics of a complex model. Klems established a calculation method to produce “BSDF data of multi-layered complex glazing systems from the angularly set data of single layers”, that can be independently calculated and measured (Klems, 1994). Physically, a goniophotometer can be used to measure the BSDF data of complex fenestration systems, however the measurement instrument is not widely available. Therefore an alternative, less cheap and easier way, is using computer based simulation ray tracing. GenBSDF, a Radiance-based program, calculates the datasets from the geometry of macroscopic surfaces and surface properties of the base materials (McNeil A., Jonsson, Appelfeld, Ward, & Lee, 2013). Radiance, as a ray tracing based software, can deal with the BSDF data to simulate the daylighting performance. With the purpose of accurately simulating the behavior of a CFS and rely on the outcome, there are certain methods on Radiance that can do that (Ward, Mistrick, Lee, McNeil, & Jonsson, 2013). The three-phase method is an approach based on the daylight coefficient method, in the three-phase method the light transport from the outside to the inside environment is separated into three phases: exterior light transport, fenestration light transmission through a BSDF dataset and interior light transport (Ward & Shakespeare, Rendering With Radiance: The Art And Science Of Lighting Visualization, 2004).
The "three-phase method" is considered an effective method for performing annual simulations of complex fenestration systems (CFS) and dynamic fenestration systems. Figure 22 illustrates the matrices used in the 3 phase method. The flux transfer is categorized into 3 independent simulation stages as the following:

1. Sky dome to the exterior of window system
2. Transmission by BSDF through window fenestration system
3. Inner part of window into the simulated room

Instead of simulating daylight behavior in a specific point in time, “the three-phase method computes normalized coefficients that link flux input to output for each phase” (McNeil, The Three-Phase Method for Simulating Complex Fenestration with Radiance, 2013).

\[ I_{3ph} = VTDS \]  
(1)

Where;
- \( I \) = Illuminance matrix, in a form of time series
- \( V \) = View matrix, involving outward directions on window to desired points at the interior space
- \( T \) = Transmission matrix, connecting incident fenestration system directions to exiting directions (BSDF)
- \( D \) = Daylight matrix, linking sky patches to incident directions on window
- \( S \) = Sun Matrix, a collection of sky vectors represented by direction patches in the sky

Both the view matrix and daylight matrix are created with Radiance simulation, as for the sun matrix, it is mainly extracted from a weather file of a specific location. While the transmission matrix is mainly a BSDF that can be created using radiance's genBSDF command or TracePro®.

“A result for a specific daylight condition is computed by multiplying the coefficient matrices by the input values (sky luminance values). Matrix calculation can be performed very quickly enabling the user to simulate many sky conditions and fenestration transmission properties.” (McNeil, The Three-Phase Method for Simulating Complex Fenestration with Radiance, 2013)
4.2.1.1 Flux Transfer Phases

4.2.1.1.1 SKY
The sky matrix is the input of the 3 phase method, it is not considered one of the three phases since it describes the quantity and origin of flux. The command genskyvec generates a sky description that converts it to sky vectors in case of point in time situation, or sky matrix in case of an annual simulation. The sky matrix is created from a weather data file (.wea), it holds 8760 direction vectors for the year’s hourly values.

The sky vector is a record of RGB radiance values for every individual sky patch, the patches are in either Tregenza or Reinhart division schemes.

4.2.1.1.2 TRANSMISSION MATRIX (BTDF)
The transmission component processes directions of incident flux on a fenestration system and calculates the outgoing flux. The transmission matrix contains all the possible directions incident on a certain fenestration system, giving all possible output directions on Klems divisions which are 145 patches projected on a hemisphere with numbered subdivisions.

4.2.1.1.3 DAYLIGHT MATRIX
It consists of the coefficients of luminous flux transfer resulting from sky patches to the fenestration system’s incident divisions. The sky divisions light source is derived from the sky matrix, explained above, where each hour in the year is represented and calculated by each patch of the 145 Tregenza sky division.

4.2.1.1.4 VIEW MATRIX
The view matrix component describes the relation involving the light exiting the fenestration from inside a space, or room, and falling on a specific point in space within the room. Since each matrix is simulated independently, the light source in this scene is considered the window from inside and it is assigned a glow material in order to characterize the relationship between the exiting rays from the window and the points inside the space. It is important to set the normal location of the surface of the window inside the room, since glow material is unidirectional, otherwise light would be emitted outside the space.

4.2.1.1.5 COMPLATION OF ALL MATRICES
After obtaining the four matrices files independently with correct relationships between each matrix and the other, a compiler programming code multiplies all the matrices together to come up with the final illuminance values at each defined point in space at the 8760 timestep hours of the year. The irradiance values are produced in an RGB value form, therefore it should be converted using the following equation to show the illuminance values (Stokes, Anderson, Chandrasekar, & Motta, 1996) (IEC 61966-2-2, 2003) (International Telecommunication Union, 2015):

\[
[(\text{Red} \times 0.26507412) + (\text{Green} \times 0.67011463) + (\text{Blue} \times 0.06481124)] \times 179 = \text{Illuminance}
\]

The 179 is the luminous efficacy in lumens per watt used by Radiance

4.2.2 Five-Phase Method
Further effort has been placed in developing the Three-Phase Method in the recent years. The development of the Three-Phase method has led to a better accurate representation to a model that follows the dynamic daylight simulations standard daylight coefficient model that was offered by Bourgeois et al. More particularly,
the 5-phase method computes the component of the direct solar independently from the interreflected solar component and sky to attain higher precision of the scattering of direct solar rays in a space for CFS. The five-phase method is utilized in the state-of-the-art review on different CFS systems done by (Basurto, Kampf, & Scartezzini, 2015)

The equation employed for the three-phase method is adjusted for the five-phase method:

$$ I_{5ph} = VT_{DS} - V_{d}TD_{d}S_{ds} + C_{ds}S_{sun} $$

Where:

- $V_{d}$ = Direct only view matrix
- $D_{d}$ = Direct daylight matrix only
- $C_{ds}$ = Coefficient matrix for direct sun relating radiance of many sun positions to direct illuminance at a sensor point using a BSDF with proxy geometry or a variable resolution BSDF material.
- $S_{ds}$ = Sky matrix containing only the sun luminance (no sky luminance)
- $S_{sun}$ = Direct sun matrix containing the radiance and position of the sun

The principal approach of the five-phase method is as following:

1. Execute a normal simulation using the three-phase method.
2. Remove the contribution of the component of the direct solar.
3. Add the direct solar component that is simulated more accurately.

4.2.2.1 $V_{d}TD_{d}S_{ds}$ - Isolating the three-phase direct sun contribution

The $V_{d}TD_{d}S_{ds}$ term recreates the 3 phase scene with the computation of the direct sun contribution only. It is essential to calculate the previous component in order to separate the direct sun in order to subtract it from the 3 phase method result preceding to introducing a more precise direct sun contribution.

4.2.2.1.1 $S_{ds}$ – DIRECT SUN MATRIX

$S_{ds}$ is the sky matrix which consists only of the more accurate direct solar radiance. It is generated with the -d constraint of genskyvec or gendaymtx.

4.2.2.1.2 $D_{d}$ – DIRECT DAYLIGHT MATRIX

The direct daylight component matrix contains light coming from the sky that falls on the fenestration system without any reflections. The -ab 0 can be used.

Even with using ambient bounces (-ab) equal zero to avoid the inter-reflections, if the light ray falls on a surface with a non-zero specularity and roughness less than 0.002, a mirror-like reflection ray will be bounced (even with -ab 0) that would then fall back on the surface dome of the sky’s.

In order to prevent the previous mirror specular reflections, a new material file with materials of zero specularity has to be created; however, changes has to be made later to all materials to black for similar reasons.

4.2.2.1.3 $V_{d}$ – DIRECT VIEW MATRIX

The direct view matrix contains light that goes straight from the fenestration system to a light sensor node or a surface, in the case of a rendering. The direct view matrix is produced in the same manner of the view matrix,
but to avoid rays from reflecting surfaces, using -ab 1 is a must and having black material on all surfaces to avoid specularity.

### 4.2.2.2 \( C_{\text{ds}}S_{\text{sun}} \) - Calculating the direct sun contribution

#### 4.2.2.2.1 CREATING \( C_{\text{ds}} \)

This run uses a sky with various suns in the sky. In order to simulate the suns’ positions only without any ambient lighting or reflected flux from other surfaces. The radiance scene, in normal practice, is set to zero ambient bounces, in a way that the rays simulated are the ones that do not bounce and goes directly to the source.

The command --ab 0 cannot be used since the surface is a BSDF material. The BSDF material needs to be sampled from all directions, which can be made with ambient sample rays. The --ab 1 is used to create ambient samples. Nevertheless, the reflected sunlight component should be suppressed using an all-black model.

BSDF is used to calculate the direct sun component, it can be done using proxied geometry or without. All other materials should be black as well.

#### 4.2.2.2.2 CREATING \( S_{\text{sun}} \)

Gendaymtx is used in creating the sun matrix coefficient. “Gendaymtx has the currently undocumented option ‘-5’ for the 5-phase method direct sun matrix generation. This option creates a direct only sky with all the sun’s energy in a single patch. Additionally, the energy is adjusted to suit the solid angle of the sun instead of a full sky patch (since suns are used in the simulation).” (McNeil, The Five-Phase Method for Simulating Complex Fenestration with Radiance)

### 4.2.2.3 Combining the components

In order to come up with the final result of the five phase method, all 3 main terms have to be combined together. First, the three-phase result is obtained and the direct component is subtracted from it, while the third term of the more accurate sun component is added to compute the five-phase method. The method of combining the results depends on the type of result. rcalc is used for an illuminance sensor result while pcomb is used for a rendered result.

### 4.3 Modelling a BSDF on Radiance for the CFS

In order to create a representative complex fenestration system on Radiance and to accurately simulate the behaviour of the light propagating through it, a genBSDF function has to be used. The radiance command genBSDF generates a BSDF which acts in a form of a surface with a forward and backward transmission behaviour similar to the CFS in reality.

Generating this BSDF requires first accurate modelling of the whole geometry of the CFS, not just the glazing part. Therefore, the prismatic panel, normal glazing panel and the fenestration frame were modelled on Rhinoceroses 5.0 with the right dimensions. However, the modelled fenestration exterior face normal was oriented parallel to the Z+ while the whole fenestration had to be within the negative side of the Z axis since
the flux source for the BSDF is on Z=zero while the light direction is with the -Z direction. Therefore the CFS room facing side normal is directed towards the negative Z. The modelled CFS is independent from the Radiance Scene that will come afterwards. As Radiance considers the horizontal plane the XY plan, while the genBSDF command considers the XZ the horizontal plane as shown in Figure 23.

![Figure 23 Schematic Diagram representing interior and exterior vectors of a BSDF](image)

4.3.1 GenBSDF results on Klems patches
The Klems patches viewing mode is one of the principal methods of viewing the results of a BSDF file generated by Radiance or Window6. The viewer contains both the incident rays, which are input by the user and transmitted rays, which are acquired from the XML file generated from genBSDF Radiance command. The 2 circles represent the hemispheres of incident rays (or reflection) and transmission. Each hemisphere is divided into 145 patches where each patch represents a specific angle as shown in Table 10 and Figure 24.

<table>
<thead>
<tr>
<th>Theta Band</th>
<th>Number of phi</th>
<th>Patch Numbers</th>
<th>Theta Range</th>
<th>Solid Angle</th>
<th>Average Cosine Theta</th>
<th>BSDF value for specular patch</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>0°-5°</td>
<td>0.0239</td>
<td>0.9981</td>
<td>41.9043</td>
</tr>
<tr>
<td>2</td>
<td>8</td>
<td>2 - 9</td>
<td>5°-15°</td>
<td>0.0238</td>
<td>0.9811</td>
<td>42.8764</td>
</tr>
<tr>
<td>3</td>
<td>16</td>
<td>10 - 25</td>
<td>15°-25°</td>
<td>0.0234</td>
<td>0.9361</td>
<td>45.6281</td>
</tr>
<tr>
<td>4</td>
<td>20</td>
<td>26-45</td>
<td>25°-35°</td>
<td>0.0274</td>
<td>0.8627</td>
<td>42.333</td>
</tr>
<tr>
<td>5</td>
<td>24</td>
<td>46-69</td>
<td>35°-45°</td>
<td>0.0293</td>
<td>0.7631</td>
<td>44.6724</td>
</tr>
<tr>
<td>6</td>
<td>24</td>
<td>70-93</td>
<td>45°-55°</td>
<td>0.035</td>
<td>0.6403</td>
<td>44.6724</td>
</tr>
<tr>
<td>7</td>
<td>24</td>
<td>94-117</td>
<td>55°-65°</td>
<td>0.0395</td>
<td>0.4981</td>
<td>50.7996</td>
</tr>
<tr>
<td>8</td>
<td>16</td>
<td>118-133</td>
<td>65°-75°</td>
<td>0.0643</td>
<td>0.3407</td>
<td>45.6281</td>
</tr>
<tr>
<td>9</td>
<td>12</td>
<td>134-145</td>
<td>75°-90°</td>
<td>0.1355</td>
<td>0.1294</td>
<td>57.0215</td>
</tr>
</tbody>
</table>
4.3.2 Modelling the proper material properties
Polypropylene (PP) natural is opaque/translucent because it contains crystals of PP. The crystals have a different refractive index than the amorphous (non-crystalline) part and are of the right size to scatter light, this makes the material cloudy. Additives can be used in order to make the crystals smaller so that they don't scatter light giving PP that is close to transparent.

PP homopolymer is normally translucent. Light can pass through it but is scattered for the reasons previously mentioned. PP copolymers are inherently more transparent.

Due to the diversity in the types of the polypropylene and the ways of manufacturing and applications, it is difficult to standardize the optical properties of this translucent material. PP can range from being a transparent material to solid and opaque. Therefore, for the purpose of this thesis research, the polypropylene used will be assumed to have high transmittance value and glossiness.

4.3.3 Defining Translucent Plastics in Radiance
In a study published by Reinhart and Andersen entitled “Development and validation of a Radiance model for a translucent panel” it was demonstrated that modelling translucent materials in Radiance is possible with an overall mean bias errors (MBE) below 9% and root mean square errors (RMSE) below 19%, which is considered to have greater accuracy than those demonstrated in earlier validation studies for the plastic, metal, and glass material types (Reinhart & Andersen, 2006).

So as to model translucent material, Radiance’s library includes materials that take into account translucency, specularity and transmission. This material is defined by the modifier Trans within Radiance’s material definitions (Building Technologies Program, 2014).
The trans primitive is defined as follows:

```
modifier trans identifier
0
0
7 R G B  △ (Colour)
spec rough   △ (specularity & roughness)
trans tspec   △ (transmission & transmitted specularity)
```

### 4.3.3.1 Defining Recycled Plastics

As for recycled plastics, it is highly probable that the recycling process would not be 100% pure PP and any type of impurities will affect the optical properties of the final product. Moreover, the impurities are randomly present within the medium of the panel. Therefore, to represent those impurities during simulation the prismatic panel material should contain a “FunctionFile” replicating those impurities. The most suitable function file done in radiance for the previous circumstances is the "Noise.cal". In order to use the Noise.cal function file, another material definition should be used, the `transfunc`. The `transfunc` is a unique material definition script that is used for arbitrary (BRDF). The arguments to this material are the data file in this case the Noise.cal coordinate index functions, in addition to specular transmission and reflectance. The only modifier that is not available in this material definition is roughness, which is not required since the BRDF data is dominant. The `transfunc` parameters is defined as follows:

```
modifier transfunc identifier
2+  brtd  funcfile  transform
0
6 R G B  △ (Colour)
rspec   △ (specularity)
trans tspec   △ (transmission & transmitted specularity)
```

### 4.4 Applying the Five-Phase Method

The five-phase method will be used afterwards in generating data sets and illumination results for the forms that are going to be generated, the data will be used to optimize the forms' shape in order to produce an adequate shape suitable for the current environment. The testing’s location will be Cairo, Egypt in a room model based on the standard office reference room for assessments of façade and light technologies. (Reinhart, Jakubiec, & Ibarra, Definition of a Reference Office for Standardized Evaluations of Dynamic Façade and Lighting Technologies, 2013). The dimensions of the room modelled are 3.6 m x 8.2 m x 2.8 m. The window dimensions are to be determined within the procedure of the research.

#### 4.4.1 Room Location

The location of the experiment will take place in Cairo, Egypt, hot-arid environment, located at latitude 31 degrees at the northern hemisphere. The location is characterized by its high temperatures in summer, and clear sky with less than 10% cloud cover in the year. Cairo is considered an optimum location to test the efficiency of the designed CFS due to the high altitude sun in the summer days. Table 11 shows the values of the solar altitudes at its highest and lowest.
4.4.2 Room Parameters
The room will be based on the “reference office” room for evaluation of façade and light technologies developed by Reinhart et. al in 2013, see Figure 25 and Figure 26. The optical properties of the reference room were extracted from the study (Reinhart, Jakubiec, & Ibarra, Definition of a Reference Office for Standardized Evaluations of Dynamic Façade and Lighting Technologies, 2013), except for the glazing which was based on the local usage of glazing, and the recommended by the Egyptian Energy Efficiency Building Code ECP 306-2005 (Egyptian Energy Efficiency for Building Code Committee, 2006).

According to table 3-4 in the ECP 306-2005, which includes data concerning the building external envelope, the minimum required solar heat gain coefficient (SHGC) of a window in order to have a 20% window to wall ratio is 0.64. However, due to lack of reinforcement of the code in Egypt, the common practice involves using a single glazing panel with no thermal insulation or less transmission of light.

### Table 11 Location-based Variables

<table>
<thead>
<tr>
<th>Variable</th>
<th>Date/Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Latitude</td>
<td>30.13°</td>
</tr>
<tr>
<td>Longitude</td>
<td>31.40°</td>
</tr>
<tr>
<td>Location</td>
<td>Cairo</td>
</tr>
<tr>
<td>Highest Solar Altitude</td>
<td>21st June, 12:00</td>
</tr>
<tr>
<td>Lowest Solar Altitude</td>
<td>21st December 12:00</td>
</tr>
</tbody>
</table>

According to Table 12 in the ECP 306-2005, which includes data concerning the building external envelope, the minimum required solar heat gain coefficient (SHGC) of a window in order to have a 20% window to wall ratio is 0.64. However, due to lack of reinforcement of the code in Egypt, the common practice involves using a single glazing panel with no thermal insulation or less transmission of light.

### Table 12 Input Parameters and Assumptions for the Five Phase Method Model

<table>
<thead>
<tr>
<th>Interior Room Surface</th>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Interior Walls</td>
<td>Reflectance (%)</td>
<td>0.50</td>
</tr>
</tbody>
</table>

**Figure 25 Reference Office Room Dimensions**

Input parameters for the case study are summarized in Table 12.
### 4.5 Simulation Procedure

#### 4.5.1 Five Phase Method

The simulation method used will be the five-phase method which is adequate with the modelling of CFS. The steps that will be taken into account while proceeding with the simulation are in appendix B.

### 4.6 Results & Discussion

Taking a first look at the results, the five phase method produces a list of all the hourly illuminance values throughout the year for each illumination sensor node. The total number of nodes were 45 nodes in an array of 8x5, see Figure 27. The 45 nodes were numbered according to the following illustration starting with 1 in the left corner near the window and ending with the right corner in the deepest part of the room.
They were arranged with 0.82 meters between each row and 0.60 meters between each column. The total values for each node is 8760, which represents the number of hours per year. The value of each node corresponds to the illuminance at that point, ranging from 0 lux, at night time to 17,460 lux at mid-day time right in front of the fenestration system.

Generally, a comparison between both a window with glass only (Room 1) and the same window but with adding the proposed prismatic CFS (Room 2) would reveal the effect of adding the CFS on the general illumination in the room.

The simulation process was broke down into 4 independent trials, to test the different effects of changing some crucial parameters in the simulation procedures.

4.6.1 First trial
In the first simulation round, the model was set up as stated in the methodology above; however, due to the long generation time of a BSDF for a translucent material can take, it was initially assumed as a glass material panel but with the main optical property, which is the refractive index that was determined to be 1.56.

Therefore, the initial BSDF contained the prismatic panel with a material definition of glass as following:

```void  glass  CFS
0
0
4    0.96  0.96  0.96  1.56```

This was done to check the validity of the prismatic panel behavior, which was tested before with both the mathematical model and TracePro® raytracing simulation, see Figure 28. Moreover, the upcoming results would be beneficial in case of the need for a reference model for testing other types of material to replace the recycled plastics.
4.6.1.1 Comparison of mathematical model, TracePro® and Radiance’s genBSDF Results

Figure 28 shows the output angles of the mathematical model, TracePro® and BSDF. Both the mathematical model and TracePro have the similar pattern where in angle 2 the output angle increases to reach the maximum angle at solar altitude 60°, then decreases with a steady rate similar in both the mathematical model and TracePro® results. While in angle 1 (upward angle) the both the TracePro® and the mathematical model sets of results show great resemblance; however, a shift of around an average of 5° is noticed between the TracePro® and Mathematical model. The standard error of the mean (SEM) for the upward angle was ±1.03 while the downward angle was ±2.47.

The BSDF model exhibits different behaviors at different incident angles, for angle 2 the values between 15° and 45° are nearly similar to the mathematical model; however, a shift in the values of around 10° is observed. Moreover, the difference between the values of the genBSDF and the mathematical model increases at both the start and end of the curve. As for angle 1, it takes a steadily increasing pattern in a rate higher than TracePro® and mathematical model with some variation in values at the high and low angles. The standard error of the mean for the BSDF results versus the mathematical model was ±3.70 for the upward redirection, while for the downward redirection the SME was ±5.83.

**Figure 28 Comparison between the mathematical model (MM), TracePro® (TP) and BSDF viewer output angles**

As for the power, in Figure 29, a great resemblance in the curve shape however the BSDF has higher power peaks than the TracePro®.
The proposed design considers the material used as a perfect material with flawless properties within its composition; however, plastics are versatile material that can have different properties according to the way of manufacturing. For example, polypropylene is a semi crystalline thermo plastic, unlike acrylic, the internal structure of the material might contain deformities and haziness depending on the catalyst used in the resin of PP. (Tripathi, 2002). Therefore it is crucial to test the effect of the different optical properties on the overall direction and power of light.

4.6.1.2 Basic measurements

In room 1, the room with a glass only window, high illumination values were observed at sensors near the window. Those illumination values slightly decrease in the summer time, near June, and increase at the beginning and end of the year, around the spring and autumn equinoxes. Moreover, the total number of daylight hours increases in the summer reaching 14 hours per day, while in winter the number of daylight hours reaches a minimum value of 10 hours per day. Conversely, as the distance of the sensor point from the window is indirectly proportional with the illumination and decreases dramatically at the depth of the room, this leads to a great difference between the illumination values at nodes near the window and nodes further away from the window. The illumination values at the deeper parts of the room would reach values as low as 105 lux and maximum 900 lux in midday time, at hours between 10 am and 2 pm.

Similarly, room 2 had high illumination values at the spring and autumn equinoxes, with a maximum of 17,460 lux near spring equinox (09 March). Consistently, the illumination values decreases as the distance from the window increases reaching a minimum value of 146 lux and a maximum value of 820 lux at the hours between 10 am and 2 pm.
It was noticed that the values of the sensors closest to the window achieved higher values than the sensors of room 1. However, the percentage increase in illumination at those sensors is considered a minor; around 9%, in the summer, and 14% in the winter, improvement in illumination. Conversely, a great percentage increase was noted at the illumination nodes further from the window especially at spring, autumn and summer days. Where for instance, in autumn (21st September), a 28% increase was observed, while a significant 34% increase was observed in the summer (21st of June).

Furthermore, when all the values of both rooms were analyzed together, a graph was produced showing the improvement in daylighting at the points furthest from the window. The graph, in Figure 32, plots the

**Figure 30** Illumination Values for the Sensor Points 3 and 43

**Figure 31** The Percentage of Daylight Increase or Decrease at the Equinoxes and Solstices for Trial 1

Furthermore, when all the values of both rooms were analyzed together, a graph was produced showing the improvement in daylighting at the points furthest from the window. The graph, in Figure 32, plots the
percentage of improvement versus the time of the year. It indicates an increase in the improvement as we head to the middle of the year reaching a maximum percentage of improvement in illumination in the deepest part of the room of 80% at 12th of July.

![Image: The percentage of improvement of illumination at node 43 at 12 PM for trial 1]

**Figure 32** The percentage of improvement of illumination at node 43 at 12 PM for trial 1

### 4.6.1.3 Dynamic Daylight measures

The produced results from the 5 phase method are generously detailed with hourly data, which nominates the results to be both static and dynamic, varying by the type of analysis carried on and the type of standards used in evaluating the data. Therefore, it is important to utilize the data from the five phase method in generating standard dynamic daylight measures, such as the sDA and ASE which are standardized by the US Illuminating Engineering Society (Illuminating Engineering Society, 2013).

As explained in the literature above, both sDA and ASE portrays the daylighting performance in any space, where the sDA represents how well the space is illuminated by assessing the nodes with more than 300 lux for more than 50% of the time, while the ASE describes the over lighting in a space by measuring how many sensor points or nodes does the room has more than 1000 lux for more than 250 hours annually.

In the following figures, Figure 33 and Figure 34, it is revealed that there is a general improvement of daylight through the sDA and the ASE. Room 1 had an sDA (sDA\textsubscript{300/50%}) of 67%, which means that the 67% of the points in the room space were illuminated with over 300 lux for more than 50% of the time. On the other hand, the over illumination is not well controlled in room 1, where more than 67% of the nodes in the room were above 1000 lux more than 250 hours during daylight time (i.e. ASE is equal 67%).
As for room 2, a noticeable increase in the spatial Daylight Autonomy was observed while the Annual Sunlight exposure remained the same. The sDA evidently increased by 11% overall, while the parts at the depth of the room had a moderate increase in sDA, and the difference decreases as the distance is closer to the window.

4.6.2 Second Trial
The second trial involved a more complex fenestration system, with complete geometry of a window retrofitted with the prismatic panel. The prismatic panel is yet glass material with the same properties of the previous
trial. The purpose of this trial is to evaluate the performance of retrofitting the normal glass window with a prismatic panel made from normal optical material, see illustrated in Figure 35.

**Figure 35** Illustration for the layers of the CFS in trial 2

### 4.6.2.1 Basic Measurements

Taking a quick peek on the overall hourly illuminance values throughout the year, there is no significant difference between Room 1 and Room 2. However, at a closer look at the percentage of increase in illumination in Figure 36, there is a noticeable increase in daylight especially at the depth of the room by 40% in the autumn equinox, with a significant decrease in the illumination near the window area by 32%.

The same behavior occurs at the winter solstice, however the percentage of decrease at the window is much less significant than in autumn, as well as at the depth of the room. At the summer solstice, there is an evident decrease in the illumination near the window; however, the illumination values at the deepest part of the room remains unchanged. Nevertheless, this improvement has shrunk the difference in illumination along the depth of the room.

**Figure 36** The percentage of daylight increase or decrease on the equinoxes and solstices for trial 2
Overall, there is a general percentage of improvement at the deep areas of the room. The improvement is more significant near the autumn season as in Figure 37, where the sun is moderately high, reaching improvements of 52%; however, at spring the improvement is less than autumn although similar angles occur, with a maximum improvement of 41%. While at summer and mid-year the percentage increase in illumination in the farthest points to the window is nearly zero and winter is moderately around 20% improvement.

More importantly, a perceptible decrease in daylighting at the nodes near the window is observed by looking at Figure 38. Where it ranges between 33% fall back in illumination at both spring and autumn and a minimum of 7.5% decrease at summer. However, there are some values in the summer with an observable 20% decrease at the area closer to the window.

4.6.2.2 Dynamic Daylight measures

Figure 39 demonstrates that Room 2, the room having the complex fenestration system, had an sDA of 67% and an ASE of 58%. The previous results indicates that although the overall sDA stayed the same as in Room 1, the proposed design managed to lower the ASE by 7%.
Another trial was carried out with a more accurate model. This time a translucent material was defined for the prismatic panel. Since the actual properties of plastics would vary from a manufacturing process to the other, a basic translucent material was used.

The previous properties, in Table 13, are translated in form of Radiance material using the following definition:

```
void trans material_name
0
0
7 R G B Spec_Reflectance Roughness Diffuse_Transmission Spec_Transmission
```

Where the RGB include the specular reflectance and diffuse reflectance in the following equation (Mead, 2010):

\[
R = \frac{C_r}{(1 - R_d) \times (1 - R_s)} \quad (4)
\]

\[
G = \frac{C_g}{(1 - R_d) \times (1 - R_s)} \quad (5)
\]

\[
B = \frac{C_b}{(1 - R_d) \times (1 - R_s)} \quad (6)
\]
Where:

\[ R_s = \frac{T_d + T_s}{(R_d + T_d + T_s)} \]  
(7)

Therefore this translates to the following in defining the material of the prismatic panel in the BSDF:

```cpp
void transfunc Prismatic_Panel
2 brtd Noise.cal
0
6 0.70 0.70 0.70 0.250 0.500 0.400
```

Normally, the window frame material was defined like the previous trial as well as the normal glass pane was given a glass material with 88% transmission through the following definition:

```cpp
void glassGlass_Panel
0
3 0.96 0.96 0.96
```

In GenBSDF, decreasing the number of samples per incident direction using the −c option will increase the variance in the results. This value defaults to 2000 samples distributed over the incoming plane for each of the 145 Klems hemisphere directions. Sampling only 100 ray per patch, which is lower in accuracy, yet, faster in generation time, (3 hours 16 minutes compared to a normal 2000 samples with time of 17 hour and 45 minutes) will give a quick overview on the direction of the results before heading to the more accurate simulation.

```
“genbsdf.exe -c 100 +geom meter materials.rad CFS.rad >CFS_Trial_3.xml”
```

4.6.3.1 Basic Measurements

The 3rd trial showed a decrease in overall illumination than in room 1 with a maximum illumination of 12964 lux. Also the minimum illumination at 12 PM at all times was slightly increased from 156 lux in room 1 to 160 lux in room 2 at the depth of the room.

An improvement in lighting at the depth of the room scored a maximum of 44% improvement at 6th of April at noon. While the proposed design in trial 3 reduced the illumination in front of the window by 25 percent at the same day.

At a point in time analysis level, the proposed design displayed a great deal of improvement in both the depth of the room and in the front of the window, especially at the autumn equinox, where a 38% improvement was observed at the deepest part in the room, while a decrease of the over lighting in front of the window was around 22%.

4.6.3.2 Dynamic Daylight measures

Room 2 achieved a better performance in improving the sDA while maintaining the ASE. Having a significant value of 80% sDA, the 13% increase can be credited by the improvement of the illumination in the deep areas of the room as shown in the previous analysis statement.
4.6.4 Fourth Trial

The forth trial was similar to the 3rd trial, the only change was in the number of samples used in the BSDF; using the default ray sampling of 2000 rays per Klem’s patch, decreases the variation in the results. However, it took 17 hours and 45 minutes to generate the BSDF file for the proposed complex fenestration system design. The following script was written in the genBSDF batch file:

```
"genbsdf.exe -c 2000 +geom meter materials.rad CFS.rad > CFS_Trial_4.xml"
```

4.6.4.1 Basic Measurements

An overall decrease in the illumination levels was witnessed in Trial 4, with a maximum illumination level of 12337 lux throughout the year. Moreover, a great improvement in the illumination at the depth of the room, especially near autumn, reaching a significant 49% improvement (at the 13th of October). Also there was an improvement in daylighting near spring equinox recording 44% improvement (at the 4th of March). At the same time, the percentage of lighting in front of the window was decreased up till 27% near autumn and spring too. Even though in summer there were some cases where there was an adequate improvement in the overall illumination in front of the window ranging from 13% to 21% decrease in illumination, the majority of the time the improvement was trivial, ranging from 2% to 8%, while sometimes there was an increase in the over lighting extending up to 5% increase. However, those cases, the ones which experienced an increase in daylighting were just 3% of the total time.
As for the point in time illumination, the best overall improvement was found in Autumn Equinox, with a 36% increase in daylighting in the deep areas of the room and 22% decrease in daylighting in front of the window. While in summer and winter solstices, similar pattern in the percentage of change in illumination was observed, where it started with a decrease in illumination in front of the window by a value of 16% and 19% for winter and summer solstices respectively. Then, gradually increasing the difference between both rooms 1 and 2 till reaching a slight improvement of illumination at the depth of the room by 4% and 1% for winter and summer solstices respectively.

**Figure 41 The percentage of daylight increase or decrease at the equinoxes and solstices for trial 4**

**Figure 42 The percentage of improvement of illumination at node 43 at 12 PM for trial 4**

56
**Figure 43** The percentage of improvement of illumination at node 3 at 12 PM for trial 4

**Figure 44** The illumination at 12 PM at node 43 for trial 4 versus the normal glass window

**Figure 45** The illumination at 12 PM at node 3 for trial 4 versus the normal glass window
4.6.4.2 Dynamic Daylight measures
Similar to trial 3, room 2 achieved a better performance in improving the sDA by 9%, and for the first time the ASE was also improved having a significant value of 55.6% which resulted in a 7% decrease in ASE than room 1. Figure 46 shows the annual measurements of the fourth trial.

![Image of sDA and ASE for the CFS of trial 4](image)

**Figure 46 sDA and ASE for the CFS of trial 4**

After viewing the overall illuminance for the node in front of the window for both trial 4 and normal glass window, it was observed that improvements mainly occur around the autumn and spring nodes around noon time.

![Image of daily/hourly comparison between trial 4 and normal window glass](image)

**Figure 47 Daily/hourly comparison between trial 4 and normal window glass**
4.6.5 Overall trials’ results comparison

Most of the designs displayed improvement of lighting in front of the fenestration system, by decreasing the value of illumination at those points. This type of improvement is desirable since the illumination in front of the window can reach up to 17,000 lux throughout the year, so by decreasing the amount of sunlight entering in front of the window, the amount of heat accompanied by the light energy will be reduced likewise.

On the dynamic analysis level, only trial number 4 illustrated improvement in both sDA and ASE. The sDA increased from 67%, with using only a simple glazing window, to 76%, when a retrofitted translucent prismatic panel was used and the ASE decreased 6%. On the other hand, replacing the whole fenestration system with a prismatic panel with a transparent material will demonstrate a more significant improvement in the sDA, however this will be accompanied by more over lighting increasing the ASE by 5%. Nevertheless, retrofitting a normal glass window with a transparent prismatic panel will keep the sDA at the same level, while cause a significant decrease in the ASE by 6%.

### Table 14 All 4 Trials Compared to the Normal Window with Glass by Different Daylighting Measures

<table>
<thead>
<tr>
<th>Trial No.</th>
<th>BSDF Used</th>
<th>Max. illum At 12 noon (lux)</th>
<th>Min. illum</th>
<th>sDA Improvement at depth, hour</th>
<th>ASE Improvement at window, hour</th>
</tr>
</thead>
<tbody>
<tr>
<td>Glass</td>
<td>-</td>
<td>1610</td>
<td>156</td>
<td>67%</td>
<td>62%</td>
</tr>
<tr>
<td>1</td>
<td>PMMA</td>
<td>17354</td>
<td>166</td>
<td>78%</td>
<td>67%</td>
</tr>
<tr>
<td>2</td>
<td>Full frame &amp; transparent panel</td>
<td>12665</td>
<td>147</td>
<td>67%</td>
<td>56%</td>
</tr>
<tr>
<td>3</td>
<td>Full frame &amp; translucent prism</td>
<td>12964</td>
<td>160</td>
<td>80%</td>
<td>62%</td>
</tr>
<tr>
<td>4</td>
<td>Accurate translucent prism</td>
<td>12337</td>
<td>145</td>
<td>76%</td>
<td>56%</td>
</tr>
</tbody>
</table>
4.6.6 Overall Time of 5 phase method

4.6.6.1 Computer Specs

To calculate the overall time of the five phase method, the specs of the PC, as shown in Table 15, had to be taken into account in the study in order to benchmark the time each process takes.

**Table 15 Computer used in the simulation process specs.**

<table>
<thead>
<tr>
<th>Specs</th>
<th>Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>Model Name</td>
<td>Sony VAIO E-VPCEH16EG</td>
</tr>
<tr>
<td>Installed RAM Memory</td>
<td>4.00 GB</td>
</tr>
<tr>
<td>Processor</td>
<td>Intel® Core™ i3-2310M CPU @ 2.10 GHz</td>
</tr>
<tr>
<td>Operating System</td>
<td>Windows 7 (64-bit)</td>
</tr>
</tbody>
</table>

4.6.6.2 Time of computation of each matrix

As seen in Table 16, the overall time for the 5 phase method, if computed in series, would be around 15 hours and 45 minutes. However, since each component can be independently calculated, the total time would be reduced to the maximum time for the computation of components individually; in that case, the daylight matrix would be the increasing or decreasing factor for the whole of the 5 phase method time.

The Direct sun coefficient matrix – involves simulation with proxied geometry of the CFS – would take around 1 hour if the nodes are divided to 5 sets and computed in parallel manner or around 4 hours and 30 minutes if no division of nodes or parallel computation.

**Table 16 Actual processing time for the different phases**

<table>
<thead>
<tr>
<th>Process</th>
<th>Time of computation</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Hours</td>
</tr>
<tr>
<td>Direct sun coefficient matrix</td>
<td>4</td>
</tr>
<tr>
<td>Daylight matrix</td>
<td>10</td>
</tr>
<tr>
<td>Direct Daylight matrix</td>
<td>-</td>
</tr>
<tr>
<td>Sky matrices</td>
<td>-</td>
</tr>
<tr>
<td>View matrix</td>
<td>-</td>
</tr>
<tr>
<td>Direct view matrix</td>
<td>-</td>
</tr>
<tr>
<td>Compiling the 3 phases</td>
<td>-</td>
</tr>
<tr>
<td><strong>Total Time</strong></td>
<td><strong>15</strong></td>
</tr>
</tbody>
</table>

4.6.6.3 Computation time of BSDFs

The following Table 17 demonstrates the time taken to generate a BSDF, which is used in the direct daylight component and the final summation of the five-phase method. Using a simple PMMA material for the prismatic shape, which is defined in Radiance as a “glass” material, took the least time in computation. Yet, adding a glazing component nearly tripled the time of computation. Furthermore, the introduction of translucent materials in trial 3 and decreasing the number of samples from 2000 to 100 in computation increased the time
of computation to 3 hours and 15 minutes. In the end, using 2000 samples per Klems patch set a record of 17 hours and 44 minutes of computation.

**Table 17 Computation Time of the genBSDF**

<table>
<thead>
<tr>
<th>Trial No.</th>
<th>Trial Description</th>
<th>Material Description</th>
<th>Number of samples per Klems patch</th>
<th>Process</th>
<th>Time of computation</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Hours</td>
</tr>
<tr>
<td>1</td>
<td>Prism</td>
<td>PMMA*</td>
<td>2000</td>
<td>genBSDF</td>
<td>0</td>
</tr>
<tr>
<td></td>
<td>Frame</td>
<td>Wood</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>2</td>
<td>Prism</td>
<td>PMMA*</td>
<td>2000</td>
<td>genBSDF</td>
<td>1</td>
</tr>
<tr>
<td></td>
<td>Glazing</td>
<td>Glass, 88%</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Frame</td>
<td>Wood</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>Prism</td>
<td>Translucent</td>
<td>100</td>
<td>genBSDF</td>
<td>3</td>
</tr>
<tr>
<td></td>
<td>Glazing</td>
<td>Glass, 88%</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Frame</td>
<td>Wood</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>Prism</td>
<td>Translucent</td>
<td>2000</td>
<td>genBSDF</td>
<td>17</td>
</tr>
<tr>
<td></td>
<td>Glazing</td>
<td>Glass, 88%</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Frame</td>
<td>Wood</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*PMMA has a refractive index similar to that of the PP, it is widely used as an optical material*
CHAPTER 5:
PHYSICAL MODEL SETUP
AND MEASUREMENTS
Chapter 5: Physical Model Setup and Measurements

5.1 Testing Procedure

5.1.1 Prismatic Panel Manufacturing using recycled plastic

The proposed plastics used in the prismatic panel are recycled Polycarbonate, recycled Polystyrene and recycled Polypropylene, where consumers' products containing Polypropylene (number 5) were collected as waste product. In the Egyptian market, numerous products use the PP as a part of food packaging, due to its low manufacturing cost, high safety if disposed or recycled and low reaction when used as a food container. Furthermore, PP is very flexible in manufacturing; transparent products can be manufactured from polypropylene, and the degree of transparency can be adjusted by tampering the type of additives used, thermal conditions and pressure during manufacturing.

Therefore, in order to manufacture the prismatic panel using recycled plastic, a number of plastic products such as food containers for PP, food plates of expanded polystyrene (EPS) and construction waste of PC are collected, see Figure 48.

**Figure 48** Samples of daily used plastics, Left: Polypropylene cup, Right: Polystyrene plate

The consumer PP is then cleaned, by washing and drying before being shredded, to enhance the quality of the final product. It is sometimes recommended to cut the plastic first, or in some cases shred it, before cleaning. Afterwards the plastic undergoes different size reduction steps to create a resin like plastic material to be easily moulded and shaped this is achieved when the plastic is cut into smaller pieces then fed into a shredding machine (shredder) for further cutting. It is recommended to use a horizontal cutting machine since most of the plastic food containers are not thin film plastics and the horizontal cutting machine has blades that are rotating on a horizontal axis. Afterwards “the shredded plastics pass through a grid into a collecting tray” (El Haggar, 2007) (Lardinos & Van de Klundert, 1995).
For better quality and greater material density, it is recommended to use an agglomerator which pre heats the plastics and cuts it into small granules. Afterwards, those granules are pelletized, where uniform sized pellets are formed, see Figure 49. Subsequently, the plastic goes through the extrusion phase, “in this phase the plastics undergo mixing, homogenization, compression, plasticization and melt filtration.” (El Haggar, 2007)

5.1.1.1 Forming recycled plastic sheets

In order to form recycled plastic sheets with 4 mm thickness, pressing is carried out on the plastic pellets, where it can either take the form of the final shape or can be produced as a smooth surface, which is done using a hydraulic thermal press.

In order to determine the suitable option, Table 18 summarizes two common methods in producing a recycled plastic prismatic panel with a size of 250 mm x 250 mm x 6 mm. Not only producing the panels on the experiment scale was noted, but also the commercial scale production was taken into consideration in the comparison between the 2 common production methods of plastics.
<table>
<thead>
<tr>
<th>Point of comparison</th>
<th>Pressing</th>
<th>Injection moulding</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Material</strong></td>
<td>Raw material type</td>
<td>Shredded Recycled Plastic / sheets from die-free injection moulded</td>
</tr>
<tr>
<td>Raw material quantity</td>
<td>Sheet of 30mm<em>30mm</em>6mm</td>
<td>Mass = $\rho \times V$ Pellets of mass of approx. 335 gm</td>
</tr>
<tr>
<td>Raw material cost (EGP)</td>
<td></td>
<td>Cost of collection / cleaning / shredding of plastic for recycling</td>
</tr>
<tr>
<td><strong>Time (min.)</strong></td>
<td>Preparing (neglecting first run)</td>
<td>2</td>
</tr>
<tr>
<td></td>
<td>Processing</td>
<td>30</td>
</tr>
<tr>
<td></td>
<td>Cooling</td>
<td>5</td>
</tr>
<tr>
<td></td>
<td>Post-cooling</td>
<td>2 (Removing of flashes)</td>
</tr>
<tr>
<td><strong>Equipment</strong></td>
<td>Required equipment specifications</td>
<td>Press machine</td>
</tr>
<tr>
<td></td>
<td></td>
<td>• Capacity of 100 ton</td>
</tr>
<tr>
<td></td>
<td></td>
<td>• Has water heating and cooling systems (using water)</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>Complementary equipment</strong></td>
<td>Die type</td>
<td>With ejector and heating system</td>
</tr>
<tr>
<td></td>
<td>Number of dies</td>
<td>2 (upper side) + 2 (lower side)</td>
</tr>
<tr>
<td></td>
<td>Estimated cost/ die depending on</td>
<td>10,000-12,000</td>
</tr>
<tr>
<td></td>
<td>manufacturing of small-size panel (EGP)</td>
<td></td>
</tr>
<tr>
<td><strong>Labor</strong></td>
<td>Skill</td>
<td>More skilled</td>
</tr>
<tr>
<td></td>
<td>Estimated cost/ hour (EGP/hr)</td>
<td>10</td>
</tr>
<tr>
<td><strong>Product</strong></td>
<td>Accuracy</td>
<td>High</td>
</tr>
<tr>
<td></td>
<td>Roughness</td>
<td>Low</td>
</tr>
<tr>
<td></td>
<td>Number of products/ day [working hours/</td>
<td>38 [8<em>60</em>3/37+50+5]</td>
</tr>
<tr>
<td></td>
<td>(processing + processing + cooling time)]</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Cost/ product</td>
<td>5.78 [9.375*37/60]</td>
</tr>
<tr>
<td></td>
<td>Total cost of products/day (EGP)</td>
<td>219</td>
</tr>
<tr>
<td><strong>Cost</strong></td>
<td>Fixed costs (die cost) (EGP)</td>
<td>12,000</td>
</tr>
<tr>
<td></td>
<td>Variable costs per product (EGP)</td>
<td>5.78</td>
</tr>
</tbody>
</table>
From the previous table, it can be concluded that the injection moulding is a preferable choice for mass production, since injection moulding produces more panels per minute and has lower variable costs and high initial cost. However, for a prototype production, the initial cost of the injection moulding is far higher than the pressing. On the other hand, the fast production rate of the injection moulding is not necessarily needed in the prototype manufacturing also the variable cost difference is negligible compared to the die cost. Therefore, it is highly recommended to go for the pressing in the initial prototyping stages, and if a commercial potential is created, the switch to injection moulding would be advised.

5.1.2 Die Manufacturing
The die, which has the designed prismatic shape, is manufactured from raw iron where it was cut and shaped using a wire cutting machine as seen in Figure 50. The wire cutting machine replicates the inserted CAD profile of the shape needed by cutting through the iron blocks.

![Figure 50 Wire cut machine used to shape the die](image)

The final product was 2 iron blocks each with the shape of one of the sides of the prism design. Both blocks dimensions are 10 cm x 10 cm and depth of 4 cm. Another block of greater dimensions and a hollow core of 10 cm x 10 cm is made in order to enclose both iron blocks as shown in Figure 51 and Figure 52 (a) and (b).

![Figure 51 3D model of the die manufactured](image)
5.1.3 Plastic Recycling and prism formation

The fine pellets are inserted between two plates as shown in Figure 52(c). Afterwards, the dies are placed on a hydraulic press with heaters installed on the upper and lower plates Figure 52(d). Different pressures and temperatures were tested for each plastic material, in order to reach an acceptable range of optimum settings as shown in Table 19. The final product dimensions are 10 cm x 10 cm and 4 mm thickness.

**Table 19 Settings for recycling different types of plastics**

<table>
<thead>
<tr>
<th>Material</th>
<th>Temperature (°C)</th>
<th>Pressure (psi)</th>
</tr>
</thead>
<tbody>
<tr>
<td>PC</td>
<td>150-170</td>
<td>2000</td>
</tr>
<tr>
<td>PS</td>
<td>105-110</td>
<td>1500</td>
</tr>
<tr>
<td>PP</td>
<td>120-140</td>
<td>2000</td>
</tr>
</tbody>
</table>

An extra sample made from acrylic was manufactured, in order to validate the acrylic design simulated on Radiance. The acrylic sample is utilized as a control sample to test the pattern behaviour on a clear acrylic prismatic panel to compare with the recycled plastic panels.

3 samples without any prism design were manufactured to observe their optical and visible properties. All 3 materials are translucent but with different grades. The polycarbonate is the most transparent, visually, while
the polypropylene is hardly transparent. Yet, it can transmit some light. Both polycarbonate and polystyrene developed a brownish colour; however, polypropylene developed a white colour.

![Figure 53: The recycled plastic samples (A) PC (B) PS (C) PP](image)

The polycarbonate visual texture indicates the presence of high impurities and incomplete mixing of the polycarbonate pellets, Figure 54(a). However, polystyrene had a clearer texture with little impurities to see, Figure 54(b). On the other hand, polypropylene showed some vine-like impurities which resulted from "uncooked" PP particles, Figure 54(c).

![Figure 54: Close-up of the 3 materials (A) PC (B) PS (C) PP](image)

5.1.4 Diffused Transmission Measurements

The spectrophotometer results at 550 nm are shown in Table 20:

<table>
<thead>
<tr>
<th>Material</th>
<th>Transmittance</th>
<th>Reflectance</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Diffused</td>
<td>Specular</td>
</tr>
<tr>
<td>RPC</td>
<td>8.6%</td>
<td>20.0%</td>
</tr>
<tr>
<td>RPS</td>
<td>2.5%</td>
<td>2.8%</td>
</tr>
<tr>
<td>RPP</td>
<td>2.2%</td>
<td>2.4%</td>
</tr>
</tbody>
</table>

The previous findings resulted from the average values of the material along different points on the surface, since recycled plastic is impure and contains different foreign particles within the medium of the material. Those impurities would affect the overall light transmission of the material.

5.1.4.1 Final Products

The final prismatic panels that were produced were the acrylic, polycarbonate and polystyrene panels, see Figure 57. Unfortunately, the polypropylene did not give effective results since all experimental products of the prismatic panel turned out to be nearly opaque which is not valid for further testing.
5.1.5 Room Setup
A 1:10 scale model room was constructed using wooden sheets and structures. The dimensions of the room fabricated is 36 cm x 82 cm x 28 cm. The setup includes 4 Lux meters to measure the illumination at different points of the room in a linear manner. Three lux meters are placed equidistantly on the floor, and the fourth will be placed in the middle of the ceiling. The measurements conducted on the 6th of June 2016 between 10:30 AM to 12:00 PM, in Cairo, Egypt. The room’s small size was advantageous since it was easy to tilt the room to simulate a certain solar altitude. The measurements involved solar altitudes from 35° to 75°. The samples included the acrylic, RPS and RPC prismatic pattern. Moreover, a control test is made where the CFS was substituted by a single glass pane with 88% transmission to report the difference between the 4 systems.
5.1.6 Results
The initial results included the 3 main lux meters on the ground at different solar altitudes with all 4 samples. The following, Figure 58, illustrates the difference in daylighting performance at the 3 main areas in the room at different solar altitudes with 4 different panels. At all solar altitudes, the plain glass sample showed extreme readings at the window lux meter, since sunlight was falling at it directly. While going deeper into the room, a steep fall in the readings was noticed which ranges from numbers above 40,000 lux at the window, whereas less than 200 lux in the middle and deep within the room. The acrylic prismatic sample distinctively decreased the illumination at the window from illumination values as high as 68,000 to values below 10,000, while succeeding in increasing the illumination at the middle and depth of the room at all solar altitudes. As for the RPC, the panel succeeded in lowering the illumination in front of the window area while maintaining similar values of illumination to the plain glass at the middle and deep parts of the room, however this behaviour is noticed at the high solar altitudes only. Whereas at solar altitude 45° and 35° the RPC prismatic panel managed to increase the difference in illumination by at least 100%. Meanwhile, the RPS prismatic panel didn’t improve the illumination at the middle or depth of the room at all solar altitudes.
Figure 58 Illumination across the room versus solar altitudes
Measuring the performance of each panel against different solar altitudes at the deep and near window nodes, the acrylic prismatic panel showed the highest effect on the deep part of the room, where it increased the illumination at all solar altitudes. However, at lower solar altitudes the percentage of increase was the greatest. The RPC also increased the illumination at the depth of the room but with lower impact than the acrylic. On the other hand, the RPS panel did not show any improvement at the deep parts of the room. All panels managed to lower the illumination near the window.

**FIGURE 59 ILLUMINATION AT THE EXTREME POINTS IN COMPARISON WITH THE DIFFERENT SAMPLES**

On another point of view, both the acrylic prismatic panel and RPC prismatic panel were put up against the plain glass panel in a visual comparison. As shown in Figure 60, there is a great difference in the lighting levels between the acrylic prismatic panel and the plain glass panel, where light is observed at the middle part of the room as well as the wall facing the window when using the acrylic prism panel. On the other hand, the RPC shows an improvement of daylighting in the deep parts of the room while eliminating the direct sun near the window. However, a yellowish hue is present in the light entering the room due to the tinted colour in the recycled RPC.
5.2 Visual light analysis

An extended light behaviour analysis was made on a similar small scale model room, however, it was conducted indoors using a directed artificial light source. The setup consisted of a stand which directs the artificial light source with specific incident angles. And the sample is placed vertically and the interior of the room is captured using a high exposure camera mode.

Figure 61 shows the different samples’ behaviour at solar altitudes between 30° and 80°. It is observed that the acrylic panel showed improvement in the illumination inside the space at all solar altitudes, and this improvement is very clear especially in the high solar altitudes such as 80°. The RPC also presented an enhancement in the overall illumination in the room compared to the plain glass, however, the intensity of light is less than the acrylic’s. And at solar altitudes 30° and 40° the improvement in the depth of the space seems unnoticeable however, near the window the illumination levels decreased which made the space with more uniform lighting.
Figure 61 High exposure images of different samples versus solar altitudes from 30° to 80°
CHAPTER 6: CONCLUSIONS
Chapter 6: Conclusions

6.1 Main Objective

The objective of this thesis was to investigate the opportunity of designing a complex fenestration system (CFS) using recycled plastic for high altitudes. This target is considered a multi-challenge due to a variety of reasons, which includes but is not exclusive to, inconsistent daylighting, interior heat gain and manufacturing complications.

The main objective was segregated into a set of goals and milestones, by which the methodology of the thesis was constructed upon. Primarily, the main goal was to improve the daylighting performance within the built space, by eliminating the “cave effect” and decreasing the excessive direct sun. At the same time creating an edge in designing more sustainable products with the incorporation of recycled plastic with the complex fenestration system.

6.1.1 Specific goal

The proposed system in this thesis constitutes of a CFS that has two main layers, a transparent light transmitting layer and a translucent layer made from recycled plastic and an optimized shape is cut through the latter layer.

The translucent layer, which is made of recycled plastic such as polypropylene PP (number 5) or polystyrene (number 6) or polycarbonate (number 7), have a prismatic profile optimized for regions with high solar altitudes(summer altitudes). The shape optimization objective function targeted solar altitudes from 50° till 80° degrees, in south orientation as shown in Figure 62. However, the final prismatic shape exhibited an improvement in the daylighting for both high and low solar altitudes.

![Figure 62 Solar Path Diagram showing the area of interest for the proposed design](image-url)
6.2 Social Gain

The proposed design can be socially beneficial besides its environmental benefits. Cultures similar to the Egyptian culture appreciate privacy, the CFS designed doesn’t prevent daylight from entering even though it blocks the view from the outside. Therefore, this feature, though architecturally unappealing, might be socially acceptable. The proposed design can be introduced as a retrofitting component for the window system that can replace curtains or other view blocking techniques, such as the Mashrabiya.

Not only the proposed design can be used as a total coverage for the window system, but the CFS can be utilized to fit a certain part of the fenestration system where it can redirect light deep into spaces and in the same time allow view to the outside, such as in Figure 63. Some facilities would find this setup advantageous such as classrooms.

Figure 63 Possible setup for the CFS in space with view to the outside needed

Another credit for the designed CFS is the use of recycled materials. Our society has become more open to the idea of using recycled products. Lately, many industries implemented the utilization of plastic waste in their products and even dedicated a whole line for recycled products, such as recycled paper notebooks and bags. Utilizing recycled plastic within the CFS would be perceived as an innovation in design, thus it can be encouraged and funded by governments, NGOs or private industries.

6.3 Economic Payback

The proposed design would be of economic benefit as it saves both electric energy that could have been used in lighting deep spaces and plastic waste disposal management which can be of high cost. The amount of illumination compensated by the use of the proposed design within a space can be calculated against the energy which would have been consumed from electric lighting. Also the solar heat energy prevented by using
the proposed design would contribute in great cooling energy savings. On the other hand, the utilization of plastic waste in the design would lead to decrease in the raw material cost used in the design, as well as a decrease in the cost of plastic waste handling and disposal. However, the energy used in creating the product should be taken into consideration for an accurate life cycle cost analysis.

6.4 Summary

The objectives were achieved by designing and creating a prismatic panel design which diffuses and redirects sunlight in a way that helps the light to penetrate deeper into the room. Those objectives included eliminating the “cave effect” in deep rooms, utilizing household plastic waste in the CFS design and achieving privacy through blocking the view to the outside by using translucent panels.

The presence of optimum prismatic model for specific design conditions accelerates the achievement of adequate daylighting in poorly lit spaces. This thesis investigated the design of a prismatic panel to enhance the daylight performance within dark spaces in hot arid environments. After the exploration of various solutions and state of the art daylight designing processes, a workflow is created in order to fabricate a prismatic shape of 4 repeating surfaces with specific angles that meets a certain design criteria. The following summarizes the flow of work within the thesis:

- **Mathematical Model:** The design involved uses a mathematical model which makes use of the prismatic pattern surfaces' refraction and internal reflection, depending on the medium's refraction index and surfaces' tilt angles. An optimum design was attained for high solar altitudes, using a target range of solar altitudes from 50° to 80° degrees as the reference for optimization. The optimization process involved altering the tilt angle of the 4 surfaces, which will afterwards create the prismatic pattern along the panel. This initial step ensured that the high solar altitude incident light would be refracted to an upward direction “deflecting” light deep inside the built space while minimizing the light directed downwards.
  - **Conclusion:** The optimization process results produced a prism design with 4 specific angles which resulted in an increase in the angle of deflection of light rays upwards at all solar altitudes between 10° to 80°, while the rays deflected downwards decreased at solar altitudes 50° to 80° with an angle no more than 30°. A four side prismatic array panel was designed using the mathematical model.

- **Raytracing Simulation:** The design was taken through different layers of validation starting with the TracePro® simulation, which included accurate ray tracing of the light incident on the prismatic design, leading to a more accurate representation of the optical behavior of the proposed design. Another point covered using TracePro®, was measuring the power output of the exiting rays at different solar altitudes.
  - **Conclusion:** The design proved to be accurate after validating the mathematical model with the TracePro® simulation, with a standard error of the mean of ±1.03 degrees for the upward rays and ±2.47 for the downward rays.
• **Daylight Simulation:** In order to represent the full optical properties of the materials used in the design Radiance software was employed. Radiance is used to represent the CFS design in a close to a real-environment situation and measure both point-in-time and dynamic daylight measures within a standard room for daylight measurements. The five-phase method, which is the state-of-the-art in dynamic measurements for CFS, was utilized to produce detailed annual illumination for the proposed design and a variety of results from a number of trials, decision makers can determine which type of material can be used for the complex fenestration system design.

  o **Conclusion:** A general improvement of the daylighting levels at the depth of the room was observed, since most of the time the illumination levels at the depth of the room are very low related to the illumination levels at the window area, therefore by increasing the illumination levels in the deep areas of the room and decreasing the daylighting in front of the window, the variance between the start and end of the room is decreased giving more uniform light distribution.

At the end, a physical prototype is in its initial development. The prismatic panel's manufacturing technique was determined to involve the pressing technique, since it is more economical at the current stage; however, injection molding would prove to be a better route in case of mass production. The thesis proposes a technique of real life measuring in order to validate the Radiance result against the real measurements of 1:10 scale.

On a commercial scale, the final fenestration system will consist of multi-layers, in which one layer will be the recycled plastic at certain conditions, with the designed pattern, while the other layer will be a simple glass sheet. The proposed fenestration system is to be cost efficient, in the condition of proper recycling procedure is carried out and the appropriate manufacturing technique is applied. On the other hand, multiple designs can be created, to fill the need of different designing conditions, using the workflow explained above.

### 6.5 Limitations

However, it is expected that the final prototype have some drawbacks that needs to be tackled in further research. Some of those drawbacks are summarized in the aesthetics of the prototype, as translucent reprocessed recycled plastics contains deformities on the macromolecular structure which will be visible to the eye. Moreover, the prototype will be blocking the view to the outside, which is a critical disadvantage that needs to be investigated in further research. At the end, this thesis only covered some of the optical properties of the prototype regardless of other optical behaviors, such as discomfort glare or any of the thermal properties, which needs more research to be done upon.

Due to the limitation in suitable equipment, more optical measurement and verification should be carried out such as in Figure 64.
Even though the physical model will produce the most accurate representation for replicating the behaviour of the CFS in real life whilst testing the Radiance simulations, some limitations still occurred, due to time constrain and manufacturing incapability.

Some of those limitations are:

1. Plastics collected should have their optical properties tested, before recycling as well, to record the opacity, specular transmission, diffused transmission and refractive index and compare it with the recycled plastics resulting from the manufacturing process.
2. Lack of time to measure the spatial Daylight Autonomy and Annual Sunlight Exposure, since those types of measurements require a whole year recording of illumination values.
3. Unavailability of a full scale model (1:1) to test the design. The 1:10 model would lead to uncertainty in the results as many scale-related challenges would arise, for instance, the indirect daylighting intensity and the reflective ground component of the daylight would be affected with different scales.
4. Limited number of lux meters within the room, due to the scale size constrain and financial constraints, the number of lux meters used within the physical model were limited to 4 lux meters.
APPENDICES
Appendix A: Mathematical Model

1.1 Snell’s Law

According to (Vanderwerf, 2010) Snell’s law of refraction is used to define the refraction behaviour of a light ray passing from one medium to another. The behaviour is quantified through the angle of incident on a particular medium’s surface as shown in Figure 65.

\[ n \sin I = n' \sin I' \]  \hspace{1cm} (8)

\( n \) = Refraction Index
\( n' \) = Refraction Index of medium
\( I \) = Angle of incidence
\( I' \) = Angle of incidence at medium

1.1.1 Optical Dielectric Materials

\begin{figure}[h]
\centering
\includegraphics[width=0.5\textwidth]{dispersion.png}
\caption{Dispersion of Refracted Light for Different Glass Types}
\end{figure}

1.1.2 Law of reflection

\[ K' = K - 2k \cos I \]  \hspace{1cm} (9)

\( K \) = incident ray vector
\( K' \) = reflected ray vector
\( k \) = upward vector normal at the reflecting surface
\( I \) = angle of incidence

For a Cartesian coordinate system, the following equation result:

\[ K' = K - 2pk_i \]  \hspace{1cm} (10)

Where;
\[ \rho = \sum K_k = \cos \theta, \text{ where } (i = x, y, z) \]  

(11)

### 1.2 Reflection Matrix

\[
\begin{pmatrix}
K'_x \\
K'_y \\
K'_z
\end{pmatrix} = R
\begin{pmatrix}
K_x \\
K_y \\
K_z
\end{pmatrix}
\]

(12)

Where:

\[
R = \begin{pmatrix}
1 - 2k_x^2 & -2k_xK_y & -2k_xK_z \\
-2k_yK_x & 1 - 2k_y^2 & -2k_yK_z \\
-2k_zK_x & -2k_zK_y & 1 - 2k_z^2
\end{pmatrix}
\]

(13)

Equation (12) defines the reflected ray’s direction in 3D space. The reflection matrix can be multiplied to calculate the direction of the exiting ray for consecutive reflecting surfaces:

\[ R = (R_n) (R_{n-1}) (\ldots) (R_1) \]

(14)

### 1.2.1 Intersection Coordinate Matrix

This matrix ensures that the next reflective surface is in a position to intercept the incident ray. The matrix for calculating the intersection coordinates is as follows:

\[
\begin{pmatrix}
x_n \\
y_n \\
z_n
\end{pmatrix} = C
\begin{pmatrix}
x_{n-1} \\
y_{n-1} \\
z_{n-1}
\end{pmatrix}
\]

(15)

Where \( C \) is the intersection-coordinate matrix:

\[
C = \begin{pmatrix}
1 & 0 & 0 \\
-PK_{x(i-1)}/\rho & 1 - k_xK_{x(i-1)}/\rho & -k_xK_{x(i-1)/\rho} \\
-PK_{y(i-1)}/\rho & -k_yK_{y(i-1)/\rho} & 1 - k_yK_{y(i-1)/\rho} \\
-PK_{z(i-1)}/\rho & -k_zK_{z(i-1)/\rho} & -k_zK_{z(i-1)/\rho}
\end{pmatrix}
\]

(16)

Where \( i = 1, 2, 3 \ldots \)

\( P \) = the perpendicular distance from surface \( i \) to the origin.

Computation of the coordinate matrix \( C \) for a surface requires knowledge of the preceding surface coordinates and the direction cosines of the incident ray. For a sequence of several reflecting surfaces, the mirror coordinate matrices can be multiplied to calculate the coordinates of the final ray at a defined surface:

\[ C = (C_0) (C_{n-1}) (\ldots) (C_1) \]

(17)
1.3 Refraction Matrix

From the definition of the reflection matrix for a mirror, we can derive a definition of a refraction matrix for refraction at a boundary between mediums different refractive indices.

The direction cosines of the refracted ray are:

\[ K'_x = \left( \frac{n'}{n} \right) K_x + k_x \left[ \rho' - \left( \frac{n'}{n} \right) \rho \right], \tag{18} \]
\[ K'_y = \left( \frac{n'}{n} \right) K_y + k_y \left[ \rho' - \left( \frac{n'}{n} \right) \rho \right], \tag{19} \]
\[ K'_z = \left( \frac{n'}{n} \right) K_z + k_z \left[ \rho' - \left( \frac{n'}{n} \right) \rho \right], \tag{20} \]
\[ \rho = \cos \theta = \sum K_i k_i, \text{ where } i = (x,y,z) \tag{21} \]
\[ \rho' = \cos \theta' = \sqrt{1 - \left( \frac{n'}{n} \sin \theta \right)^2} \tag{22} \]

The previous equations can be added in a matrix form becoming:

\[
\begin{pmatrix}
K'_x \\
K'_y \\
K'_z
\end{pmatrix} = \mathcal{R}
\begin{pmatrix}
K_x \\
K_y \\
K_z
\end{pmatrix} \tag{23}
\]

Where \( R \) is the refraction matrix, defined as:

\[
\mathcal{R} = \begin{pmatrix}
1 & 0 & 0 & 0 \\
k_x \left[ \rho' - \left( \frac{n'}{n} \right) \rho \right] & \left( \frac{n}{n'} \right) & 0 & 0 \\
k_y \left[ \rho' - \left( \frac{n'}{n} \right) \rho \right] & 0 & \left( \frac{n}{n'} \right) & 0 \\
k_z \left[ \rho' - \left( \frac{n'}{n} \right) \rho \right] & 0 & 0 & \left( \frac{n}{n'} \right)
\end{pmatrix} \tag{24}
\]

Since both Refraction and Reflection matrices are not in the same order, they cannot be multiplied together directly, therefore a modified reflection matrix in the fourth order, same as the refraction matrix is introduced as \( R' \).

Where,

\[
R' = \begin{pmatrix}
1 & 0 & 0 & 0 \\
-2k_x \rho & 1 & 0 & 0 \\
-2k_y \rho & 0 & 1 & 0 \\
-2k_z \rho & 0 & 0 & 1
\end{pmatrix} \tag{25}
\]
Therefore,

\[
\begin{pmatrix}
    1 \\
    K'_{x} \\
    K'_{y} \\
    K'_{z}
\end{pmatrix} = R' \begin{pmatrix}
    1 \\
    K_{x} \\
    K_{y} \\
    K_{z}
\end{pmatrix}
\]  \hspace{1cm} (26)

1.4 External and Internal Reflections at Optical Surfaces

Both Brewster reflection and total internal reflection are important considerations in many prism designs.

1.4.1.1 External Reflection

The reflection parameters of light depend on whether the ray is incident on a medium of higher or lower refractive index.

\[ I_{\text{Brew}} = \tan^{-1} \left( \frac{n'}{n} \right) \]  \hspace{1cm} (27)

1.4.1.2 Internal Reflection

\[ I_{\text{crit}} = \sin^{-1} \left( \frac{n'}{n} \right) \]  \hspace{1cm} (28)
Example

Givens

- Solar Altitude input from 10° to 80° with increments of 10°.
- Surfaces 1 to 4 are randomly generated for the first iteration.
- The process is divided into 2 scenarios 1 and 2 where scenario 1 includes rays entering the prism from surface 1 and exiting either from 2 or 3 and scenario 2 includes rays entering from surface 4, as in Figure 1Figure 66.

**Figure 66 Illustration of Scenario 1 and 2**

**Surface 1: Scenario 1 (Solar Altitude 10°)**

Solar Altitude (Absolute incident angle) = 10°

Normal Surface angle = -9.9°

**Figure 67 Surface 1 Incident Angle**

If 0° < Incident angle < 90°; Use refraction law.

If Incident angle < 0° or Incident angle > 90°; Regenerate a new Normal Surface angle.

Incident angle = Normal Surface angle – Solar Altitude = 10 – (-9.9) = 19.9° → Use Refraction Law.

**Refraction Law**
\[
\begin{pmatrix}
1 \\
K'_x \\
K'_y \\
K'_z
\end{pmatrix} = \mathcal{R} 
\begin{pmatrix}
1 \\
K_x \\
K_y \\
K_z
\end{pmatrix}
\]

\[
\mathcal{R} = 
\begin{pmatrix}
\begin{bmatrix}
k_x & 1 - \frac{n'}{n} \rho & 0 \\
\frac{n'}{n} & 0 & 0 \\
0 & 0 & 0
\end{bmatrix} & \begin{bmatrix}
k_y & 1 - \frac{n'}{n} \rho & 0 \\
\frac{n'}{n} & 0 & 0 \\
0 & 0 & 0
\end{bmatrix} & \begin{bmatrix}
k_z & 1 - \frac{n'}{n} \rho & 0 \\
\frac{n'}{n} & 0 & 0 \\
0 & 0 & 0
\end{bmatrix}
\end{pmatrix}
\]

\[K(\text{Solar Altitude}) = \begin{bmatrix}
0.17 \\
0 \\
0.98
\end{bmatrix}\]

\[k(\text{Normal Surface angle}) = \begin{bmatrix}
1 \\
-0.17 \\
0 \\
0.98
\end{bmatrix}\]

\[
\rho = \cos I = \sum K'k_i
\]

\[
\rho = \cos 19.9 = 0.93
\]

\[
\rho' = \cos I' = \sqrt{1 - \left(\frac{n}{n'}\sin I\right)^2}
\]

\[
\rho' = \sqrt{1 - \left(\frac{n}{n'}\sin 19.9\right)^2} = 0.9737
\]

\[n' = \text{Refractive index of material} = 1.5\]

\[n = \text{Refractive index of air} = 1.0003\]

\[I' = \text{Output Incident Angle}\]

\[K' = \begin{bmatrix}
0.05 \\
0 \\
1.00
\end{bmatrix} = 3.15°\]

Surface 2: Scenario 1 (Solar Altitude 10°)

Absolute incident angle (from surface 1 K') = 3.15°

Normal Surface angle = 74.34°

\[I_{\text{crit}} = \sin^{-1}\left(\frac{n'}{n}\right) = \sin^{-1}\left(\frac{1.5}{1.0003}\right) = 41.68°\]
Incident angle = Normal Surface angle – Solar Altitude = 71.19° > 41. Use Reflection Law.

**Reflection Law**

\[
\begin{pmatrix}
  K'_x \\
  K'_y \\
  K'_z
\end{pmatrix} = R'
\begin{pmatrix}
  K_x \\
  K_y \\
  K_z
\end{pmatrix}
\]

\[
R' = \begin{pmatrix}
  1 & 0 & 0 & 0 \\
  -2k_x\rho & 1 & 0 & 0 \\
  -2k_y\rho & 0 & 1 & 0 \\
  -2k_z\rho & 0 & 0 & 1
\end{pmatrix}
\]

\[
\rho = \cos I = \sum K_i k_i
\]

\[
\rho = \cos 71.19 = 0.32
\]

\[
K' = \begin{pmatrix}
-0.57 \\
0 \\
0.82
\end{pmatrix} = -34.46°
\]

**Surface 3: Scenario 1 (Solar Altitude 10°)**

Absolute incident angle (from surface 2 $K'$) = -34.46°

Normal Surface angle = -33.16°

If Incident angle < $I_{\text{crit}}$; Use Refraction law.

If Incident angle > $I_{\text{crit}}$; Failed case.

Incident angle = -34.46° – (-33.16°) = 1.29° < Incident angle. ∴ Refraction occurs

Use refraction Law:

\[K = 35.11°\]
<table>
<thead>
<tr>
<th>SOLAR ALTITUDE</th>
<th>SURFACE 1</th>
<th>SURFACE 2</th>
<th>SURFACE 3</th>
<th>FINAL EXITING RAY</th>
</tr>
</thead>
<tbody>
<tr>
<td>10</td>
<td>-9.99</td>
<td>74.34</td>
<td>-33.17</td>
<td>35.11</td>
</tr>
<tr>
<td>Absolute</td>
<td>3.15</td>
<td>-34.46</td>
<td>35.11</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>20.00</td>
<td>71.19</td>
<td>1.29</td>
<td></td>
</tr>
<tr>
<td>20</td>
<td>9.42</td>
<td>-40.74</td>
<td>44.41</td>
<td>44.41</td>
</tr>
<tr>
<td>Absolute</td>
<td>15.31</td>
<td>-46.63</td>
<td>52.67</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>30.00</td>
<td>64.92</td>
<td>7.57</td>
<td></td>
</tr>
<tr>
<td>30</td>
<td>15.31</td>
<td>-46.63</td>
<td>52.67</td>
<td>52.67</td>
</tr>
<tr>
<td>Absolute</td>
<td>15.31</td>
<td>-46.63</td>
<td>52.67</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>40.00</td>
<td>59.03</td>
<td>13.46</td>
<td></td>
</tr>
<tr>
<td>40</td>
<td>15.31</td>
<td>-46.63</td>
<td>52.67</td>
<td>59.52</td>
</tr>
<tr>
<td>Absolute</td>
<td>20.63</td>
<td>-51.95</td>
<td>59.52</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>50.00</td>
<td>53.71</td>
<td>18.78</td>
<td></td>
</tr>
<tr>
<td>50</td>
<td>25.17</td>
<td>-56.48</td>
<td>64.84</td>
<td>64.84</td>
</tr>
<tr>
<td>Absolute</td>
<td>25.17</td>
<td>-56.48</td>
<td>64.84</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>60.00</td>
<td>49.17</td>
<td>23.31</td>
<td></td>
</tr>
<tr>
<td>60</td>
<td>28.68</td>
<td>-60.00</td>
<td>68.60</td>
<td>68.60</td>
</tr>
<tr>
<td>Absolute</td>
<td>28.68</td>
<td>-60.00</td>
<td>68.60</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>70.00</td>
<td>45.66</td>
<td>26.83</td>
<td></td>
</tr>
<tr>
<td>70</td>
<td>30.92</td>
<td>-62.23</td>
<td>70.83</td>
<td>70.83</td>
</tr>
<tr>
<td>Absolute</td>
<td>30.92</td>
<td>-62.23</td>
<td>70.83</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>80.00</td>
<td>43.42</td>
<td>29.06</td>
<td></td>
</tr>
<tr>
<td>80</td>
<td>31.69</td>
<td>-63.01</td>
<td>71.57</td>
<td>71.57</td>
</tr>
<tr>
<td>Absolute</td>
<td>31.69</td>
<td>-63.01</td>
<td>71.57</td>
<td></td>
</tr>
<tr>
<td>Incident</td>
<td>90.00</td>
<td>42.65</td>
<td>29.84</td>
<td></td>
</tr>
</tbody>
</table>
Appendix B: Five-Phase Method

1. Model the Room/Environment

2. Model on a separate layer a surface that indicates the fenestration glazing system in relation to the inner side of the room and assign “Glow” material and rename it to viewmtxsr. N.B. Make sure the normal direction of the surface is facing the inside of the room.

3. Model another surface that has a relation with the sky and the outer side of the room, while having its normal direction facing outside the room. Assign this surface “Glow” material also and name it daymtxsr.

4. Insert points which will act as illuminance sensor points in the Radiance simulation afterwards.

5. Model the geometry of the fenestration system in place.

6. Copy the fenestration system, rotate it around the X axis for 90° degrees in clockwise direction and move it under the horizontal line (Z-axis) of your model space and export the geometry alone to create a BSDF, where the Z positive is the outside of the space and Z negative is the inside.

7. Extract the previous geometry and use it to generate a BSDF function for the geometry (.xml file)

   "genbsdf.exe materials.rad CFS.rad >CFS.xml"

8. Setup the Daylight and View matrices files using radiance’s rfluxmtx command
   a. As for the Daylight matrix make sure to include the receiver file (which is a simple geometry representing the position of the complex geometry. Also include the sky geometry and environment along with the rest of the model and its materials.

   "rfluxmtx.exe -ab 2 -ad 5000 -lw 1e-4 -c 10000 CFS.rad sky.rad materials.rad model.rad > daylight.dmx"

   b. Concerning the View Matrix a sender file should be included “with glow materials” along with the model and model materials.

   "rfluxmtx.exe -n 4 -faa -I+ -ab 6 -ad 50000 -lw 2e-5 -y 20 <points.rad bot.rad materials.rad model.rad > view_matrix.vmx"

9. After obtaining a daylight and view matrices as well as a BSDF file, generate a sky matrix of the location of your model using one of the suitable weather files.

   "gendaymtx.exe Cairo.wea > cairo.smx"

10. Having all three matrices and a BSDF file, combine them together by the “Rmtxop” function using the following line to ensure the results are in the form of illuminance.

   "rmtxop.exe view_matrix_without_glow.vmx CFS.xml daylight.dmx Cairo.smx | rmtxop.exe -fa -c 47.4 119.9 11.6 - > final_3phase.txt"
11. Generate the daylight and view matrices with the direct flux component only:
   a. First, the room’s surfaces should be converted into black material to avoid specular reflection of rays
      
      "xform.exe -m black room.rad > room_black.rad"

   b. Direct Daylight matrix can be generated using a zero ambient bounces scene and black materials on the room surfaces
      
      "rfluxmtx.exe -ab 0 -ad 50000 -lw 1e-5 -c 10000 CFS.rad sky.rad materials.rad model_black.rad > daylight_d.dmx"

   c. View matrix with direct component only, however the direct view matrix will be created with 1 ambient bounce
      
      "rfluxmtx.exe -faa -I+ -ab 1 -ad 20000 -lw 1.52e-5 -y 45 <points.pts - viewsurf.rad materials.rad room_black.rad > viewmatrix_direct.vmx"

   d. Generate the direct Sky component using the –d command within the gendaymtx
      
      "gendaymtx.exe -d cairo.wea > cairo_direct.smx"

   e. Combine the 3 matrices generated above along with the BSDF file
      
      "rmtxop.exe view_direct\viewmatrix_direct.vmx genbsdf\CFS.xml daylight_direct\daylight_d.dmx sky\cairo_direct.smx | rmtxop.exe -fa -c 47.4 119.9 11.6 -t - > i_ds3ph.txt"

12. Afterwards create the radiance scene description for the more accurate direct sun coefficient as well as the sky with sun only component, where a sky with all the sun’s energy in a single patch is created.
   a. For the direct sun coefficient, the proxied geometry of the BSDF can be used in the model for more accurate representation of the scene, especially if it will be visualized.
      
      "rcontrib.exe < points.pts -I -ab 1 -ad 65536 -lw 1.52e-5 -dc 1 -dt 0 -dj 1 -st 1 -ss 0 -faa -e MF:1 -f reinhart.cal -b rbin -bn Nrbins -m solar room_suns.oct > directsun.dsmx"

   b. For the sky sun component, use the -5 command with the gendaymtx to create the desired sky description
      
      "gendaymtx.exe -5 -d -m 1 cairo.wea > cairo_direct_m1.smx"

   c. Combine both terms together to form the direct sun related matrix
      
      "rmtxop.exe sun_coefficient\directsun.dsmx sky\cairo_direct_m1.smx | rmtxop.exe -fa -c 47.4 119.9 11.6 -t - > i_ds5ph.txt"

13. Having all three final matrices, combine them together by the “Rmtxop” function followed by another command line to ensure the results are in the form of illuminance.
      
      "rmtxop.exe i_3ph.txt + -s i_ds3ph.txt + i_ds5ph.txt > Final_Sph.txt"
BIBLIOGRAPHY
Bibliography


